ANEX

ESTABILIDAD DE VOLTAJE DE
LOS CASOS BAFARA LOS
ESCENARI@B20Y 2021



UT 3
&£/
UNIDAD DE (&
TRANSACCIONES Estudio de Evaluacién de Restricciones de Transmisiénzode 2020

LISTA DE NODOS OBSERVADOS

27111_GUA115
27491 LUNL15

27401_OZAT15
27471_PEDRI15
27511 _HAVL15

27391 _TECQ15
27531_CHAIL15
27351_SANA15
27341_SMIGL15
27421_NCUS15
27461_STOM15
27441_ATEQ15
27481 _TALN15

27381_OPI15

27501_SMATL15
27451_SBAR15

27411_SONS$15
27361_SANT15
27301_SOYA15
27371_NEJA15

LISTA DE CONTINGENCIAS ANALIZADAS

CONTINGENCY "15SE_AUTOTF1'
OPEN BRANCH FROM BUS 28181 TO BUS 27181 TO BUS 24181 CKT 1

CONTINGENCY 'AHUA_AUTOTF1'
OPEN BRANCH FROM BUS 28161 TO BUS 27161 TO BUS 24161 CKT 1

CONTINGENCY 'NEJA_AUTOTF2'
OPEN BRANCH FROM BUS 28371 TO BUS 27371 TO BUS 22372 CKT 2

CONTINGENCY '188ERL"
OPEN LINE FROM BUS 27181 TO BUS 27211 CKT 1

CONTINGENCY '15SHIG'
OPEN LINE FRWS 27181 TO BUS 27341 CKT 1

CONTINGENCY '15SHAR'
OPEN LINE FROM BUS 27181 TO BUS 27431 CKT 1

CONTINGENCY 'BERMIG
OPEN LINE FROM BUS 27211 TO BUS 27341 CKT 1



UT 3

£/

UNIDAD DE o

TRANSACCIONES Estudio de Evaluacién de Restricciones de Transmisiénzode 2020

CONTINGENCY '5NGRAF
OPEN LINE FROM BUS 27101 TO BUS 27321 CKT 1

CONTINGENC5NOVCGRA'
OPEN LINE FROM BUS 27101 TO BUS 27171 CKT 1

CONTINGENCY 'AGNECQ'
OPEN LINE FROM BUS 27132 TO BUS 27441 CKT 1

CONTINGENCY 'SGNBEEQ!
OPEN LINE FROM BUS 27411 TO BUS 27441 CKT 1

CONTINGENCY 'AHGONS'
OPEN LINE FROM BUS 27161 TO BUS 27411 CKT 1

CONTINGENCY 'NGNBEO'
OPEN LINE FROM BUS 27421 TO BUS 27441 CKT 1

CONTINGENCY 'SANALN'
OPEN LINE FROM BUS 27361 TRB4E CKT 1

CONTINGENCY 'NESWAT'
OPEN LINE FROM BUS 27371 TO BUS 27501 CKT 1

CONTINGENCY 'SM@APIC'
OPEN LINE FROM BUS 27501 TO BUS 27381 CKT 1

CONTINGENCY 'SOYRJA'
OPEN LINE FROM BUS 27301 TO BUS 27371 CKT 1

CONTINGENCY 'CGRAJA'
OPEN LINE FROM BUS 27171 TO BUS 27371 CKT 2

CONTINGENCY 'SRAMHN'
OPEN LINE FROM BUS 27321 TO BUS 27281 CKT 1

CONTINGENCY 'CHINCO!
OPEN LINE FROM BUS 27281 TO BUS 27391 CKT 1

CONTINGENCY 'SRARAR'
OPEN LINE FROM BUS 27321 TO BUS 27431 CKT 1

CONTINGENCY 'SMIZAT"
OPEN LINE FROM BUS 27341 TO BUS 27401 CKT 1

CONTINGENCY 'SANEJA'
OPEN LINE FROM BUS 27361 TO BUS 27371 CKT 1



UT 3
&£/
UNIDAD DE (&
TRANSACCIONES Estudio de Evaluacién de Restricciones de Transmisiénzode 2020

CONTINGENCY 'TECDAT'
OPEN LINE FROM BUS 27391 T@B4UH CKT 1

CONTINGENCY 'SMSROM'
OPEN LINE FROM BUS 27431 TO BUS 27461 CKT 1

CONTINGENCY 'AHNEJA_DOB'
OPEN LINE FROM BUS 28161 TO BUS 28371 CKT 1
OPEN LINE FROM BUS 28161 TO BUS 28371 CKT 2

CONTINGENCY 'NE.BSE_DOB'
OPEN LINE FROM3128181 TO BUS 28371 CKT 1
OPEN LINE FROM BUS 28181 TO BUS 28371 CKT 2

CONTINGENCY '15SHMAR_DOB'
OPEN LINE FROM BUS 27181 TO BUS 27431 CKT 1
OPEN LINE FROM BUS 27181 TO BUS 27431 CKT 2

CONTINGENCY 'CGRAJA_DOB'
OPEN LINE FROM BUS 27171 TO BUS 27371 CKT 1
OPEN LINE FROM BUS 27171 TO BUS 27371 CKT 2

CONTINGENCY 'ANTA'
REMOVE UNIT 1 FROM BUS 20202

CONTINGENCY 'LANG'
DISCONNECT BRANCH FROM BUS 27371 TO BUS 27071 CKT 1

CONTINGENCY 'CHAP'
DISCONNECT BRANCH FBRO#27511 TO BUS 27521 CKT 1

CONTINGENCY 'TALN-MZ¥'
DISCONNECT BRANCH FROM BUS 27481 TO BUS 21481 CKT 1



UT 3
£
UNIDAD DE '
TRANSACCIONES Estudio de Evaluacién de Restricciones de Transmisiénzode 2020
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£
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Epoca Seca020



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 5NOV-CGRAF

500 -
400 -
300 -
200 -
S 100- "”;ﬁﬁﬂﬁﬁﬂ
=
= o- Buses
27111_GUAJ-115
27301_SOYA-115
—100 - 27341 SMIG-115
27351_5ANA-115
500 - —— 27361 SANT-115
—— 27381 OPIC-115
—— 27391 TECO-115
—300 - —— 27401 OZAT-115
— 27421_NCU5-115
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia 5SNOV-CGRAF
500 -
400 -
300 -
200 -
| .
< 100 - — _—
=
= 0 Buses
) 27431 SMAR-115
27441_ATEOQ-115
-100 - 27451 SBAR-115
27461 STOM-115
—300 - —— 27471_PEDR-115
—— 27481_TALN-115
—— 27491_LUNI-115
—300 —— 27501 SMAT-115
—— 27511 _HAVI-115
—400 -

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SNOV-SRAF

500 -
400 -
300 -
200 -
< 100-
=
= o- Buses
27111 _GUAJ-115
27301_SOYA-115
—-100 - 27341_SMIG-115
27351_SANA-115
—200 - —— 27361_SANT-115
—— 27381 _OPIC-115
—— 27391 TECO-115
—300 - —— 27401 _OZAT-115
—— 27421 _NCU5-115
—400 T i i I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 5NOV-SRAF
500 -
400 -
300 -
200 -
| .
< 100 -
=
= Buses
0- 27431 SMAR-115
27441 ATED-115
—-100 - 27451 SBAR-115
27461 STOM-115
200 - —— 27471 PEDR-115
—— 27481 TALN-115
—— 27491 _LUNI-115
—300 - —— 27501 SMAT-115
—— 27511 _HAVI-115
—400 -

0.7 0.8 dg 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE_AUTOTF1

500 -
400 -
300 -
200 -
5 100-
=
= o- Buses
27111 GUAJ-115
27301_SOYA-115
—100 - 27341 SMIG-115
27351 _SANA-115
200 - —— 27361_SANT-115
—— 27381_OPIC-115
—— 27391_TECO-115
—300 - —— 27401_0ZAT-115
—— 27421 NCUS-115
—400 T 1 1 1 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE_AUTOTF1
500 -
400 -
300 -
200 -
-
< 100 -
=
= Buses

0- 27431 SMAR-115
27441 ATEO-115
-100 - 27451 SBAR-115
27461_STOM-115
200 - —— 27471 _PEDR-115
—— 27481 _TALN-115
—— 27491_LUNI-115
—300 - —— 27501 SMAT-115
—— 27511_HAVI-115

—400 - " : : :

0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-BERL

500 -
400 -
300 -
200 -
< 100 - /
=
= Buses
0- —— 27111 GUAJ-115
27301_SOYA-115
—100 - 27341 5MIG-115
27351 SANA-115
—— 27361 _SANT-115
—200- — 27381 OPIC-115
—— 27391 TECO-115
—300 - —— 27401 OZAT-115
—— 27421 NCUS-115
1 1 1 1 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-BERL
500 -
400 -
300 -
200 -
| -
< 100 - /_,:_'.-_,_’-—"-"'-
=
= Buses

27431 SMAR-115
27441_ATEO-115
27451 SBAR-115
27461 _STOM-115
27471_PEDR-115
27481_TALN-115
27491 _LUNI-115
27501_SMAT-115
27511 _HAWVI-115

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMAR_DOB

500 -
400 -
300 -
200 -
| -
< 100 -
=
= Buses
0- 27111 GUAJ-115
27301_SOYA-115
~100 - 27341 SMIG-115
27351 SANA-115
—— 27361 SANT-115
—-200 - —— 27381 OPIC-115
—— 27391 _TECO-115
~300 - —— 27401 OZAT-115
—— 27421 NCU5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMAR_DOB
500 -
400 -
300 -
200 -
|
< 100 -
=
= Buses
0- 27431 SMAR-115
27441 ATEO-115
27451 SBAR-115
—100- 27461_STOM-115
—— 27471 PEDR-115
—200 - —— 27481 TALN-115
—— 27491 _LUNI-115
—— 27501 SMAT-115
—300 - I =

27511 _HAWVI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMAR

500 -
400 -
300 -
200 -
< 100 -
=
= Buses
- 27111 GUAJ-115
27301 _S0YA-115
-100 - 27341_SMIG-115
27351 SANA-115
—— 27361 _SANT-115
—200 —— 27381 OPIC-115
—— 27391 _TECO-115
-300 - —— 27401 OZAT-115
—— 27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMAR
500 -
400 -
300 -
200 -
[
g 100 _uﬂpﬂ””#
=
= Buses
0- 27431 SMAR-115
27441 ATEO-115
-100 - 27451 _SBAR-115
27461_STOM-115
27471_PEDR-115
—200- 27481 TALN-115
27491 _LUNI-115
-300 - 27501_SMAT-115

27511 _HAVI-115
1 ]

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMIG

500 -
400 -
300 -
200 -
e =
5 100 /
= 0- f Buses
— —— 27111 GUAJ-115
/ 27301_SOYA-115
—100 - = 27341 SMIG-115
27351 SANA-115
—300 - —— 27361 SANT-115
—— 27381_OPIC-115
—— 27391 TECO-115
—300 - —— 27401_OZAT-115
—— 27421 NCUS-115
=400 ~ i | i i
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMIG
500 -
400 -
300 -
200 -
g wo- —
=
= o- Buses
~——— 27431 _SMAR-115
27441 ATEOQ-115
—100 - 27451 SBAR-115
27461 STOM-115
=200 - —— 27471_PEDR-115
—— 27481 TALN-115
—300 - —— 27491 LUNI-115
—— 27501 _SMAT-115
—— 27511 _HAVI-115
—400 -=—— | : : !
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia ACAJ-ATEO

500 -
400 -
300 -
200 -
[
<t 100 -
=
= Buses
0- 27111 _GUAJ-115
27301 _SOYA-115
~100 - 27341 _SMIG-115
27351 SANA-115
—— 27361 SANT-115
—200 - — 27381 OPIC-115
— 27391 _TECO-115
_300 - —— 27401_OZAT-115
—— 27421 _NCU5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia ACAJ-ATEO
500 -
400 -
300 -
200 -
E /
< 100- -
= Buses
0- 27431 SMAR-115
27441_ATED-115
100 - 27451 SBAR-115
27461_STOM-115
—— 27471 PEDR-115
—200 - —— 27481 TALN-115
—— 27491 LUNI-115
—300 - —— 27501 SMAT-115
—— 27511 HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia ACAJ-SONS

500 -
400 -
300 -
200 -
& 100 - /
=
= o- Buses
—— 27111_GUAJ-115
27301_SOYA-115
—=100 - 27341 _SMIG-115
27351_SANA-115
200 - —— 27361_SANT-115
—— 273B1_OPIC-115
—— 27391 TECO-115
—300 - —— 27401 _0ZAT-115
—— 27421 _NCUS-115
| | 1 | 1
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia ACAJ-SONS
500 -
400 -
300 -
200 -
|
=
= Buses
0- ~——— 27431 SMAR-115
27441 _ATEO-115
—100 - 27451 _SBAR-115
27461 STOM-115
—200 - —— 27471_PEDR-115
—— 27481 _TALN-115
—— 27491 LUNI-115
—300 - —— 27501 SMAT-115
—— 27511_HAWI-115
=400 7 | | i i
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA AUTOTF1
500 -

400 -
300 -
200 -

100 -

MVAr

Buses

27111 GUAJ-115

27301 _SOYA-115
—-100 - 27341 5MIG-115

27351 _SAMA-115

—~200 - —— 27361 SANT-115
—— 27381 OPIC-115
—— 27391 TECO-115
—300 - —— 27401 OZAT-115
—— 27421 NCUS-115
—400 = | ] ] ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA AUTOTF1
500 -
400 -
300 -
200 -
[
< 100 -
=
= Buses
0- 27431 SMAR-115
27441 _ATEQ-115
-100 - 27451 SBAR-115
27461 STOM-115
—200 - —— 27471_PEDR-115
—— 27481 _TALN-115
300 - —— 27491_LUNI-115
—— 27501 _SMAT-115
—— 27511 HAVI-115
~400 -

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



UT -

UNIDAD DE
TRANSACCIONES Estudio de Evaluacion de Restricciones de Transmisiénzode 2020
Contingencia AHUA-NEJA DOB
500 -
400 -
300 -
200 -
5 /
b~ 100 -
= Buses
0- 27111_GUAJ-115
27301 SOYA-115
27341_SMIG-115
—100 - 27351 SANA-115
—— 27361 SANT-115
200 - — 27381 _OPIC-115
—— 27391 TECO-115
—— 27401 _OZAT-115
—300 - —— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA-NEJA_DOB
500 -
400 -
300 -
200 -
-
<
=~ 100- e
= Buses
0- 27431_SMAR-115
27441 _ATED-115
27451 SBAR-115
—-100 - 27461 STOM-115
—— 27471 _PEDR-115
200 - —— 27481 TALN-115
—— 27491 _LUNI-115
—— 27501_SMAT-115
—300 - —— 27511 _HAVI-115

0.7 0.8 0.9 1.0 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA-SANA

500 -
400 -
300 -
200 -
5 /
100 -
=
= Buses
0- 27111_GUAJ-115
27301_SOYA-115
-100 - 27341_SMIG-115
27351 _SANA-115
—— 27361 _SANT-115
—200 - — 27381 OPIC-115
—— 27391 _TECO-115
—300 - = 27401_OZAT-115
—— 27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA-SANA
300 -
400 -
300 -
200 -
E /
> 100- —
= Buses
0- 27431 _SMAR-115
27441 ATEOD-115
_100 - 27451 SBAR-115
27461 STOM-115
—— 27471_PEDR-115
—200 - —— 27481 _TALN-115
—— 27491 LUNI-115
-300 - —— 27501_SMAT-115
—— 27511_HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia ANTA

500 -
400 -
300 -
200 -
|-
= 100 - /
:} i
= o Buses
0- — —— 27111 GUAJ-115
> 27301 _SOYA-115
—100 - 27341_SMIG-115
27351 SANA-115
—— 27361 _SANT-115
—200- —— 27381 OPIC-115
—— 27391 TECOD-115
=300 - —— 27401_0ZAT-115
—— 27421 NCUS-115
i I I I I
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia ANTA
500 -
400 -
300 -
200 -
g ]
S 100
= Buses
0- ~—— 27431 SMAR-115

27441 _ATED-115
=100 -f 27451_SBAR-115
27461_STOM-115

27471 PEDR-115

—200- —— 27481 TALN-115
—— 27491 LUNI-115
—300 - —— 27501 SMAT-115
—— 27511 HAVI-115

i ] ] ] ]

0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia BERL-SMIG

500 -
400 -
300 -
200 -
E 100 -
=
= 0- Buses
27111 GUAJ-115
27301 _SOYA-115
—100 - 27341 _SMIG-115
27351 SANA-115
—200 - —— 27361 SANT-115
— 27381 OPIC-115
—— 27391 TECO-115
—300 - —— 27401 OZAT-115
—— 27421 NCUS5-115
_400 i I ] i I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia BERL-SMIG
500 -
400 -
300 -
200 -
| .
=
= 0- Buses
27431 _SMAR-115
27441 ATEOD-115
—-100 - 27451 SBAR-115
27461 _STOM-115
—200 - —— 27471 _PEDR-115
—— 27481 TALN-115
_300 - —— 27491 LUNI-115
—— 27501 SMAT-115
—— 27511 HAVI-115
—400 - i . . ,
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CB

27501 _SMAT-115
27511_HAVI-115

500 -
400 -
300 -
200 -
& 100 - /
% £
0- y Buses
— —— 27111 GUAJ-115
27301 _SOYA-115
—-100 - 27341 _SMIG-115
27351 SANA-115
—200 - —— 27361_SANT-115
—— 27381 OPIC-115
—— 27391 TECO-115
—300 - —— 27401_OZAT-115
—— 27421 NCUS-115
—400 ~ i i i I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia CB
500 -
400 -
300 -
200 -
|
< 100 -
=
= 0. Buses
—— 27431 SMAR-115
27441 ATEO-115
—-100 - 27451 SBAR-115
27461_STOM-115
—700 - —— 27471 PEDR-115
—— 27481 TALN-115
—300 - : 27491 LUNI-115

0.7 0.8 0:9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CGRA-NEJA DOB

500 -
400 -
300 -
200 -
-
< 100 -
:‘ o
= / Buses
0- 27111 _GUAJ-115
2 27301_SOYA-115
—100 - 27341_SMIG-115
27351_SANA-115
—— 27361_SANT-115
—200- — 27381 _OPIC-115
—— 27391_TECO-115
—300 - —— 27401 OZAT-115
—— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia CGRA-NEJA DOB
500 -
400 -
300 -
200 -
<
< 100-
= Buses
0- 27431 SMAR-115
27441 ATED-115
—100 - 27451 SBAR-115
27461 STOM-115
—-200 - —— 27471 PEDR-115
—— 27481 TALN-115
—— 27491 LUNI-115
—300 - —— 27501 _SMAT-115
—— 27511 HAVI-115
—400 - : . ,

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CGRA-NEJA

500 -
400 -
300 -
200 -
< 100 - /
>
= o- Buses
—— 27111_GUAJ-115
27301_SOYA-115
—100 - 27341 SMIG-115
27351 _SANA-115
500 - —— 27361 _SANT-115
—— 27381 _OFIC-115
—— 27391 TECO-115
—300 - —— 27401 0ZAT-115
—— 27421 _NCUS-115
i I 1 I 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia CGRA-NEJA
500 -
400 -
300 -
200 -
A
< 100 -
=
= Buses

27501 _S5MAT-115%
27511 HAVI-115

0- ——— 27431 SMAR-115
27441 ATED-115

—-100 - 27451 SBAR-115
27461_STOM-115

—200 - —— 27471 PEDR-115
—— 27481 TALN-115

~300 - — 27491 _LUNI-115

0.7 0.8 O.IEI 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia LANG

500 -
400 -
300 -
200 -
-
< 100 - —
=
= Buses
0- L — 27111 _GUAJ-115
27301_SOYA-115
27341 _SMIG-115
—100 27351 _SANA-115
—— 27361_SANT-115
—200 - —— 27381 _OPIC-115
— 27391 _TECO-115
—— 27401 OZAT-115
—300 - —— 27421 NCUS-115
I I I I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia LANG
500 -
400 -
300 -
200 -
<
S 100 -
= Buses
o- ~—— 27431_SMAR-115
27441 ATEO-115
27451 SBAR-115
—100 - 27461_STOM-115
—— 27471_PEDR-115
—200 - —— 27481 _TALN-115
—— 27491 LUNI-115
200 - —— 27501 SMAT-115
—— 27511_HAVI-115
] ] | ] ]
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NCUS-ATEO

500 -
400 -
300 -
200 -
<
S 100 -
= Buses
0- 27111_GUAJ-115
27301 SOYA-115
100 - 27341 _SMIG-115
27351_SANA-115
—— 27361_SANT-115
—200 - —— 27381_OPIC-115
—— 27391 TECO-115
300 - —— 27401 OZAT-115
—— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NCUS-ATEO
500 -
400 -
300 -
200 -
< ]
S 100
= Buses
0- 27431 _SMAR-115

27441 ATEO-115
27451 _SBAR-115
27461_S5TOM-115
27471 PEDR-115
27481 TALN-115
27491 _LUNI-115

27501 SMAT-115
27511 HAVI-115

0.7 0.8 0:9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEJA_AUTOTF2

500 -
400 -
300 -
200 -
& 100 -
=
= Buses
0- 27111 GUAJ-115
27301_SOYA-115
100 - 27341 SMIG-115
27351 SANA-115
—— 27361 SANT-115
—200 - — 27381 OPIC115
—— 27391_TECO-115
300 - —— 27401_OZAT-115
—— 27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NEJA_AUTOTF2
500 -
400 -
300 -
200 -
<
100 -
=
= Buses
0- 27431_SMAR-115
27441 _ATEO-115
~100 - 27451 _SBAR-115
27461_STOM-115
—— 27471 _PEDR-115
—200 - —— 27481 TALN-115
—— 27491 _LUNI-115
—300 - —— 27501_SMAT-115

27511_HAVI-115

0.7 0.8 0.9 10 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEJA-15SE_DOB
500 -

400 -

300 -

200 -

L =

Buses
27111_GUAJ-115
27301_S0YA-115
27341 SMIG-115
27351 _SANA-115
27361_SANT-115
27381 _OPIC-115
27391 _TECO-115
27401 OZAT-115
27421 NCUS-115

100 -

MVAr

0.7 0.8 0.9 1.0 11
Voltaje(p.u.)

Contingencia NEJA-15SE_DOB

500 -
400 -

300 -

200 -

~

Buses
27431 SMAR-115
27441 ATED-115
27451 SBAR-115
27461 STOM-115
27471 PEDR-115
27481 TALN-115
27491 LUMI-115
27501 SMAT-115
27511 HAWI-115

MVAr
o
(=]

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEPO

500 -
400 -
300 -
200 -
& 100 - /
Buses
0- - = 27111 GUAJ-115
7 27301 _SOYA-115
—100 - 27341 _SMIG-115
27351 SANA-115
—— 27361 SANT-115
—200 - —— 27381 OPIC-115
—— 27391 TECO-115
—300 - —— 27401 OZAT-115
—— 27421 NCUS-115
i I I i I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NEPO
500 -
400 -
300 -
200 -
| .
< 100 -
=
= Buses
0- —— 27431 SMAR-115
27441 ATEO-115
—100 - 27451_SBAR-115
27461_STOM-115
—— 27471 PEDR-115
—200 - —— 27481 TALN-115
—— 27491_LUNI-115
—300 - —— 27501_SMAT-115
—— 27511 HAWI-115
i I I i i
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia OPIC-SONS

500 -
400 -
300 -
200 -
& 100 -
=
= ) Buses
o 27111 GUAJ-115
27301_SOYA-115
-100 - 27341_SMIG-115
27351 _SANA-115
500 - —— 27361 SANT-115
—— 27381 OPIC-115
— 27391 TECO-115
—300 - —— 27401 OZAT-115
—— 27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia OPIC-SONS
500 -
400 -
300 -
200 -
.
< 100 -
=
= Buses
0- 27431_SMAR-115
27441_ATED-115
—-100 - 27451_SBAR-115
27461 STOM-115
—300 - —— 27471 PEDR-115
—— 27481 TALN-115
—— 27491 LUNI-115
—300 - —— 27501 SMAT-115
—— 27511 HAVI-115
_400 i 1 1 1 1
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SANT-NEJA

500 -
400 -
300 -
200 -
100 -
<
=
= 0- Buses
27111 _GUAJ-115
27301_SOYA-115
—100 - 27341 _SMIG-115
27351 _SANA-115
200 - —— 27361_SANT-115
— 27381_OPIC-115
—— 27391 _TECO-115
—300 - —— 27401 OZAT-115
—— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SANT-NEJA
500 -
400 -
300 -
200 -
|-
=
= Buses
0- 27431 SMAR-115
27441 ATEO-115
-100 - 27451 SBAR-115
27461 _STOM-115
—200 - —— 27471 _PEDR-115
—— 27481 TALN-115
—— 27491 LUNI-115
—300 - —— 27501 SMAT-115
—— 27511 _HAVI-115
_400 i | ] ] ]
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SANT-TALN

500 -
400 -
300 -
200 -
g 100 -
=
= Buses
0- 27111 _GUAJ-115
27301_SOYA-115
-100 - 27341 _SMIG-115
27351 _SANA-115
—— 27361 SANT-115
—200 - —— 27381 OPIC-115
— 27391 TECO-115
—300 - — 27401 _0ZAT-115
—— 27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SANT-TALN
500 -
400 -
300 -
200 -
| .
<t 100 -
=
= Buses
0- 27431 SMAR-115
27441_ATEQ-115
—100 - 27451 SBAR-115
27461_STOM-115
—200 - —— 27471 PEDR-115
—— 27481 _TALN-115
—— 27491 LUNI-115
—300 - —— 27501 SMAT-115
—— 27511 HAVI-115
_400 i I | I

0.7 0.8 dg 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SMAR-STOM

500 -
400 -
300 -
200 -
< 100-
>
= o- Buses
27111 _GUAJ-115
27301_SOYA-115
-100 - 27341_SMIG-115
27351 S5ANA-115
500 - —— 27361 _SANT-115
= 27381 OFPIC-115
= 27391 TECO-115
—300 - —— 27401 _OZAT-115
—— 27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SMAR-STOM
500 -
400 -
300 -
200 -
£ 100 -
>
=
0 =!

27431_SMAR-115
27441 ATEQ-115

100 m—— — — 27451 SBAR-115

27461 _STOM-115

—200 - —— 27471 PEDR-115
—— 27481 TALN-115
—— 27491 _LUNI-115
—300 - —— 27501_SMAT-115
—— 27511 _HAVI-115
—400 - ; ; ; 5
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SMAT-OPIC

500 -
400 -
300 -
200 -
E 100 -
=
= 0- Buses
27111 _GUAJ-115
27301_SOYA-115
-100 - 27341_SMIG-115
27351 SANA-115
200 - —— 27361 SANT-115
— 27381_OPIC-115
— 27391 _TECO-115
=300 - —— 27401 _OZAT-115
—— 27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SMAT-OPIC
500 -
400 -
300 -
200 -
-
< 100 -
=
= Buses
0- 27431 SMAR-115
27441 ATEQ-115
-100 - 27451 SBAR-115
27461 _STOM-115
500 - —— 27471 PEDR-115
—— 27481 TALN-115
—— 27491 LUNI-115
—300 - —— 27501 SMAT-115
—— 27511 HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SMIG-OZAT

500 -
400 -
300 -
200 -
-
S ////
=
= Buses
0- —— 27111 GUAJ-115
27301_SOYA-115
=100 - 27341_SMIG-115
27351 _SANA-115
—— 27361 _SANT-115
—200 - —— 27381 _OPIC-115
1 — 27391 TECO-115
—300 - — 27401_OZAT-115
| —— 27421 _NCUS-115
I | I | |
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SMIG-OZAT
500 -
400 -
300 -
200 -
E /
= 100 - o
= Buses
0 - ~—— 27431 SMAR-115
27441_ATED-115
27451 _SBAR-115
—100 27461_STOM-115
—— 27471_PEDR-115
—200 - —— 27481 TALN-115
—— 27491 _LUNI-115
—-300 - = 27501_SMAT-115
—— 27511_HAVI-115
i I I I 1
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SONS-ATEO

500 -
400 -
300 -
200 -
< 100 -
=
= Buses
0- 27111_GUAJ-115
27301_SOYA-115
-100 - 27341_SMIG-115
27351_SANA-115
—— 27361_SANT-115
—200- — 27381 _OPIC-115
—— 27391 _TECO-115
—300 - —— 27401 _0ZAT-115
—— 27421 NCU5-115
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia SONS-ATEO
500 -
400 -
300 -
200 -
-
< 100- —_—
=
= Buses
0- 27431 _SMAR-115
27441_ATEQ-115
-100 - 27451_SBAR-115
27461_STOM-115
—200 - —— 27471 _PEDR-115
—— 27481 TALN-115
—— 27491 LUNI-115
—300 - —— 27501 SMAT-115
—— 27511_HAVI-115
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SOYA-NEJA

500 -
400 -
300 -
200 -
g 100 -
=
= o- Buses
27111_GUAJ-115
27301_SOYA-115
-100 - 27341_SMIG-115
27351_SANA-115
200 - —— 27361 _SANT-115
— 27381_OPIC-115
— 27391 _TECO-115
—300 - —— 27401 _OZAT-115
— 27421 NCU5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SOYA-NEJA
500 -
400 -
300 -
200 -
<
100 - ;--'—,ﬂﬂﬂl
=
= Buses
0- 27431 SMAR-115
27441 _ATEO-115
—100 - 27451 SBAR-115
27461 _STOM-115
27471 _PEDR-115
—200 - 27481 TALN-115
27491 _LUNI-115
~300 - 27501_SMAT-115

27511 HAWI-115

0.7 0.8 0.9 1.0 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

MVAr

MVAr

500 -

400 -

300 -

200 -

100 -

Contingencia SRAF-CHIN

A

Buses

27111 GUAJ-115
27301 50YA-115

500 -

400 -

300 -

200 -

100 -

0.8

0.8

27341 SMIG-115
27351_SANA-115
27361_SANT-115
27381_0OPIC-115

27391_TECO-115
27401 _OZAT-115
27421 NCUS-115

dg 1.0 1.1
Voltaje(p.u.)

Contingencia SRAF-CHIN

Buses
27431_SMAR-115
27441 ATEO-115
27451 SBAR-115
27461 _STOM-115

= 27471_PEDR-115

—— 27481 _TALN-115

— 27491 LUNI-115

—— 27501_SMAT-115

—— 27511 _HAVI-115

dg 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SRAF-SMAR

500 -
400 -
300 -
200 -
| .
< 100 - Jﬁﬂ”"ﬁﬁﬁ
=
= Buses
0- 27111 _GUAJ-115
27301_SOYA-115
-100 - 27341 SMIG-115
27351 SANA-115
i —— 27361_SANT-115
—200 — 27381 OPIC-115
—— 27391 _TECO-115
-300 - —— 27401 _OZAT-115
—— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SRAF-SMAR
500 -
400 -
300 -
200 -
|
< 100 -
=
= Buses

27431_SMAR-115
27441 ATEO-115
27451_5BAR-115
27461 _STOM-115
—— 27471_PEDR-115
— 27481_TALN-115
— 27491 _LUNI-115
— 27501_SMAT-115
— 27511 _HAVI-115

0.7 0.8 0.9 1.0 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia TECO-OZAT

500 -
400 -
300 -
200 -
[ =l
< 100 /
=
= 0- Buses
—— 27111 GUAJ-115
27301_50YA-115
100 ~—— 27341 SMIG-115
27351_SANA-115
—200 - —— 27361_SANT-115
— 27381 OPIC-115
— 27391_TECO-115
—300 - —— 27401 _OZAT-115
—— 27421 NCUS-115
I I I I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia TECO-OZAT
500 -
400 -
300 -
200 -
& 100 - ,_,’,—".‘-""'/‘
=
= o- Buses
27431 SMAR-115
27441 _ATEO-115
—-100 - 27451 SBAR-115
27461 _STOM-115
—200 - 27471 PEDR-115
27481 TALN-115
27491 LUNI-115
—300 - 27501 SMAT-115
27511 _HAVI-115
—400 4 | ' '

0.7 0.8 o.lg 1.0 1.1
Voltaje(p.u.)
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urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 5NOV-CGRAF

500 -
400 -
300 -
200 -
100 -
s -
g 0- —
= Buses
—100 - —— 27111 _GUAJ-115
27301_SOYA-115
—200 - 27341 SMIG-115
27351 _SANA-115
—300 - —— 27361 SANT-115
—— 27381_OPIC-115
—400 - —— 27391 TECO-115
—— 27401_0OZAT-115
—500 - —— 27421 NCUS-115
I 1 I I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SNOV-CGRAF
500 -
400 -
300 -
200 -
100 -
|-
S o-
= Buses
100 - ——— ~—— 27431_SMAR-115
27441 ATEO-115
—200 - 27451 _SBAR-115
27461 STOM-115
—300 - —— 27471 PEDR-115
—— 27481 TALN-115
—400 - —— 27491 LUNI-115
—— 27501_SMAT-115
—500 - —— 27511 HAWVI-115

0.7 0.8 dg 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SNOV-SRAF

500 -
400 -
300 -
200 -
100 -
& —
< 0- i
= Buses
—100 - —— 27111 _GUAJ-115
27301_SOYA-115
—200 - 27341 SMIG-115
27351_SANA-115
—300 - —— 27361 _SANT-115
— 27381 OPIC-115
—400 - —— 27391 TECO-115
—— 27401_OZAT-115
—=500 - —— 27421 _NCU5-115
I 1 I I 1
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia 5NOV-SRAF
500 -
400 -
300 -
200 -
100 -
[
£ o
= Buses
100 e ——— ~—— 27431_SMAR-115
27441 ATED-115
—200 - 27451 SBAR-115
27461_STOM-115
—300 - —— 27471_PEDR-115
—— 27481 _TALN-115
=400 - —— 27491 LUMI-115
—— 27501 SMAT-115
—-500 - —— 27511_HAVI-115

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE_AUTOTF1
300 -

400 -
300 -
200 -

100 -

MVAr

Buses
27111_GUAJ-115
27301_SOYA-115
=200 - 27341 SMIG-115

—100 -

27351 SANA-115

—300 - —— 27361_SANT-115
— 27381_OPIC-115
=400 - —— 27391 _TECO-115
—— 27401_OZAT-115
—500 - —— 27421 NCUS-115
] ] ] ! ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE_AUTOTF1
500 -
400 -
300 -
200 -
100 -
|-
S o
= Buses
100 ——— ~——— 27431 _SMAR-115
27441 _ATED-115
—200 - 27451_SBAR-115
27461 _STOM-115
—300 - —— 27471 PEDR-115
—— 27481 _TALN-115
—400 - —— 27491 _LUNI-115
—— 27501_SMAT-115
—=500 - —— 27511 HAVI-115

0.7 0.8 0:9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-BERL

500 -
400 -
300 -
200 -
100 -
-E oo
> - 7
= Buses
—-100 - —— 27111 GUAJ-115
27301_SOYA-115
—200 - 27341_SMIG-115
27351_SANA-115
—300 - —— 27361_SANT-115
—— 27381 OPIC-115
—400 - —— 27391 TECO-115
= 27401_OZAT-115
_500 - —— 27421 _NCUS-115
i 1 1 | 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-BERL
500 -
400 -
300 -
200 -
100 -
<
> 0
= Buses
—100 - ~——— 27431 SMAR-115
27441 ATEO-115
=200 - 27451 SBAR-115
27461 STOM-115
—300 - —— 27471 PEDR-115
—— 27481 TALN-115
—400 - —— 27491 LUMI-115
—— 27501 SMAT-115
—500 - —— 27511 HAVI-115

0.7 0.8 O.IQ 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMAR_DOB

400 -
300 -
200 -
100 - -
|
S o-
= Buses
-100 - 27111_GUAJ-115
27301_SOYA-115
_200 - 27341 _SMIG-115
27351_SANA-115
1300 - —— 27361 SANT-115
—— 27381_OPIC-115
—— 27391 _TECO-115
—400 - —— 27401_OZAT-115
—— 27421 _NCUS-115
_500 H 1 | | ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMAR_DOB
500 -
400 -
300 -
200 -
100 -
<
= 0-
= Buses
_100 - 27431_SMAR-115
———
27441 ATEQ-115
27451 _SBAR-115
—200 - 27461 STOM-115
—— 27471 _PEDR-115
—300 - —— 27481 TALN-115
—— 27491 LUNI-115
—400 - —— 27501 SMAT-115
—— 27511 _HAWI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMAR

500 -
400 -
300 -
200 -
100 - =
s =
3 0- e
= Buses
—100 - —— 27111 _GUAJ-115
27301 _SOYA-115
—200 - 27341 SMIG-115
27351 _SANA-115
—300 - —— 27361 _SANT-115
—— 27381 _OPIC-115
400 - —— 27391 TECO-115
—— 27401_OZAT-115
~500 - —— 27421_NCUS-115
I 1 I I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 155E-SMAR
500 -
400 -
300 -
200 -
100 -
[
S o-
= Buses
—100 - - —— 27431 _SMAR-115
27441 ATEO-115
—200 - 27451 SBAR-115
27461 STOM-115
—300 - —— 27471_PEDR-115
—— 27481 _TALN-115
400 - — 27491 _LUNI-115
—— 27501 _SMAT-115
—500 - —— 27511 HAWVI-115
I I I I I
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMIG

500 -
400 -
300 -
200 -
100 - =
5 .
O =
= B
= Buses
—100 - —— 27111_GUAJ-115
27301_SOYA-115
—200 - 27341_SMIG-115
27351 _SANA-115
—300 - —— 27361_SANT-115
—— 27381 _OPIC-115
—400 - —— 27391 TECO-115
—— 27401_OZAT-115
=500 - —— 27421_NCUS-115
I I i I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMIG
500 -
400 -
300 -
200 -
100 -
< ]
= 0
= Buses
—100 - ——— 27431_SMAR-115
27441_ATEC-115
—200 - 27451_SBAR-115
27461_STOM-115
—300 - —— 27471 _PEDR-115
—— 27481 _TALN-115
—400 - —— 27491 LUNI-115
—— 27501_SMAT-115
—500 - —— 27511 HAWI-115

0.7 0.8 O.IEI 1.0 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia ACAJ-ATEO
500 -

400 -
300 -
200 -

100 - -

MVAr
=]

Buses
27111 _GUAJ-115
27301_SOYA-115
—200 - 27341_SMIG-115
27351 SANA-115

—-100 -

—300 - —— 27361 SANT-115
—— 27381 _OPIC-115
_400 - —— 27391 _TECO-115
—— 27401 _OZAT-115
— 27421 NCUS-115
_50{:‘ _I I | | B I
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia ACAJ-ATEO
500 -
400 -
300 -
200 -
100 -
<
> 0-
= Buses

27431 _SMAR-115
27441 ATEO-115

—200 - 27451 SBAR-115
27461 STOM-115
~300 - —— 27471_PEDR-115
—— 27481 _TALN-115
—400 - —— 27491 _LUNI-115
—— 27501_SMAT-115
—500 - —— 27511 _HAVI-115
] ] ] ! ]
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia ACAJ-SONS

500 -
400 -
300 -
200 -
100 - =
<
> 0-
= Buses
—100 - —— 27111 GUAJ-115
27301_SOYA-115
—200 - 27341 _SMIG-115
27351_SANA-115
—300 - —— 27361 SANT-115
— 27381 _OPIC-115
—400 - —— 27391 _TECO-115
—— 27401_OZAT-115
—500 - —— 27421 _NCUS-115
I 1 I I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia ACAJ-SONS
500 -
400 -
300 -
200 -
100 -
_
S o-
= Buses
=100 —_———— ~——— 27431 SMAR-115
27441 ATEO-115
—200 - 27451_SBAR-115
27461_STOM-115
—300 - —— 27471_PEDR-115
—— 27481 TALN-115
—400 - —— 27491 _LUNI-115
—— 27501_SMAT-115
-500 - —— 27511_HAVI-115

0.7 0.8 O.I‘B 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA AUTOTF1

500 -
400 -
300 -
200 -
100 -
<
> 0-
= Buses
—100 - 27111 GUAJ-115
27301 _SOYA-115
—200 - 27341_SMIG-115
27351 _SANA-115
—300 - —— 27361 SANT-115
—— 27381_OPIC-115
—400 - —— 27391 _TECO-115
—— 27401 _OZAT-115
—500 - —— 27421 _NCUS-115
1 I I I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA_AUTOTF1
500 -
400 -
300 -
200 -
100 -
|-
S o
= Buses
100 - ———77 27431 _SMAR-115
27441_ATEOD-115
=200 - 27451 _SBAR-115
27461_STOM-115
—300 - —— 27471 _PEDR-115
—— 27481 TALN-115
—400 - —— 27491 LUNI-115
—— 27501 _SMAT-115
=500 - —

27511 _HAVI-115

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA-NEJA_DOB

500 -
400 -
300 -
200 -
100 - -
| .
< /
> 0- ’
= Buses
100 - 27111 _GUAJ-115
27301 SOYA-115
27341 SMIG-115
—200 - 27351_SANA-115
—— 27361 SANT-115
—300 - — 27381 _OPIC-115
—— 27391 _TECO-115
—400 - —— 27401_0OZAT-115
—— 27421 NCU5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA-NEJA DOB
500 -
400 -
300 -
200 -
100 -
-
<
= o-
= Buses
2 27431 SMAR-115
100 - ———— 27441 ATEC-115
27451 SBAR-115
—200 - 27461 STOM-115
—— 27471 PEDR-115
—300 - —— 27481 TALN-115
—— 27491 LUNI-115
—400 - —— 27501 _SMAT-115
—— 27511 HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA-SANA
500 -

400 -

300 -

MVAr
[=]

Buses

—=100 - —— 27111 GUAJ-115
27301 SOYA-115
=200 - 27341 SMIG-115
27351 _SANA-115
—300 - —— 27361_SANT-115
— 27381 OPIC-115
—400 - —— 27391 TECO-115
—— 27401 OZAT-115
_500 - | | | — 2?421_m:uls-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA-SANA
500 -
400 -
300 -
200 -
100 -
|
<
= 0-
= Buses

27431_SMAR-115
27441 ATEO-115

—200 - 27451_SBAR-115
27461 STOM-115
—300 - —— 27471_PEDR-115
—— 27481 _TALN-115
—400 - —— 27491 _LUNI-115
—— 27501_SMAT-115
—500 - —— 27511_HAVI-115
i ] ] | |
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia BERL-SMIG

500 -
400 -
300 -
200 -
100 - =
<
> - i
= Buses
—100 - —— 27111 GUAJ-115
27301_S0YA-115
—200 - 27341 _SMIG-115
27351 _SANA-115
=300 - —— 27361 _SANT-115
— 27381 _OPIC-115
—400 - —— 27391_TECO-115
— 27401 0OZAT-115
—=500 - — 27421 NCUS5-115
1 I I I 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia BERL-SMIG
300 -
400 -
300 -
200 -
100 -
|-
S o
= Buses
—-100 - ~—— 27431 SMAR-115
27441 ATEO-115
—200 - 27451 SBAR-115
27461_STOM-115
—300 - ——— 27471 PEDR-115
—— 27481 TALN-115
—400 - —— 27491 LUNI-115
—— 27501 _SMAT-115
—500 - —— 27511 HAVI-115

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CB

500 -
400 -
300 -
200 -
100 -
<
O =!
= -
= Buses
—100 - —— 27111 GUAJ-115
27301_SOYA-115
—200 - 27341 _SMIG-115
27351_SANA-115
—300 - —— 27361 SANT-115
— 27381 _OPIC-115
—400 - —— 27391 _TECO-115
—— 27401_OZAT-115
—-500 - —— 27421 _NCUS-115
I 1 I I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia CB
500 -
400 -
300 -
200 -
100 -
<
> 0
= Buses

27431 _SMAR-115
27441 ATEO-115

—200 - 27451 _SBAR-115
27461 STOM-115
—300 - —— 27471_PEDR-115
—— 27481 TALN-115
—400 - —— 27491 _LUNI-115
—— 27501 SMAT-115
=500 - —— 27511 HAVI-115
1 | 1 I 1
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CGRA-NEJA_DOB

500 -
400 -
300 -
200 -
100 -
-
S o
= Buses
—-100 - 27111 GUAJ-115
27301_SOYA-115
—200 - 27341 _SMIG-115
27351 SANA-115
—300 - —— 27361 _SANT-115
— 27381 _OPIC-115
_400 - —— 27391 TECO-115
—— 27401 _0ZAT-115
—500 - —— 27421 NCUS-115
I 1 1 I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia CGRA-NEJA DOB
500 -
400 -
300 -
200 -
100 -
<
> 0-
= Buses
—100 - —————" 27431 SMAR-115
27441 ATEO-115
=200 - 27451 SBAR-115
27461 _STOM-115
—300 - —— 27471 _PEDR-115
—— 27481 TALN-115
—400 - —— 27491_LUNI-115
—— 27501_SMAT-115
—-500 - —— 27511_HAVI-115
] ] ] ] ]
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CGRA-NEJA

500 -
400 -
300 -
200 -
100 -
<
> 0" =
= Buses
—100 - —— 27111 _GUAJ-115
27301 _S0YA-115
—200 - 27341 SMIG-115
27351 SANA-115
—300 - —— 27361 SANT.115
—— 27381 OPIC115
—400 - —— 27391 _TECO-115
—— 27401 _OZAT-115
500 - = 27421 NCUS5-115
I 1 | | |
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia CGRA-NEJA
500 -
400 -
300 -
200 -
100 -
e
S o
= Buses
100 00— 7 ~——— 27431 SMAR-115
27441 ATED-115
—200 - 27451 SBAR-115
27461 STOM-115
—300 - —— 27471 PEDR-115
—— 27481 TALN-115
—400 - —— 27491 LUNI-115
—— 27501 _SMAT-115
-500 - —— 27511 HAWI-115

0.7 0.8 0:9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia LANG
500 -

400 -
300 -
200 -

100 -

MVAr
o

Buses
27111 GUAJ-115
27301 _S0YA-115
—200 - 27341 5MIG-115
27351 S5ANA-115
27361 SANT-115

—100 -

—300- — 27381 OPIC-115
—— 27391 _TECO-115
—400 - —— 27401 OZAT-115
—— 27421_NCUS-115
=500 ~ [ ! ! !
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia LANG
500 -
400 -
300 -
200 -
100 -
<
= 0-
= Buses

27431 SMAR-115
27441 ATEC-115

—200 - 27451_SBAR-115
27461_STOM-115
~300 - —— 27471_PEDR-115
—— 27481 _TALN-115
—— 27491_LUNI-115
—400 - -
—— 27501_SMAT-115
—— 27511_HAVI-115
—=500 -

0.7 0.8 dg 1.0 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NCUS-ATEO

500 -
400 -
300 -
200 -
100 -
| .
g o
= Buses
-100 - —— 27111 GUAJ-115
27301 SOYA-115
—200 - 27341 SMIG-115
27351 SANA-115
—300 - —— 27361_SANT-115
— 27381_0OPIC-115
—400 - —— 27391 TECO-115
—— 27401 _OZAT-115
—— 27421 NCUS-115
—=500 - =
' | 1 | |
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)

Contingencia NCUS-ATEO

500 -
400 -
300 -
200 -
. 100 -
<I
= 0-
= Buses
~—— 27431_SMAR-115
—100 - 27441 ATED-115
27451 SBAR-115
—200 - 27461_STOM-115
—— 27471_PEDR-115
—300 - —— 27481 TALN-115
—— 27491 _LUNI-115
—400 - —— 27501_SMAT-115
—— 27511 _HAVI-115
i I I I |
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEJA_AUTOTF2
500 -

400 -
300 -
200 -

100 -

MVAr
(=]

Buses
27111_GUAJ-115
27301_S0YA-115
—200 - 27341_SMIG-115
27351_SANA-115
27361_SANT-115

—100 -

—300 - e
—— 27381_OPIC-115
—— 27391 TECO-115
—400 - —— 27401_OZAT-115
—— 27421 NCUS-115
_500 _I I 1 I 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NEJA_AUTOTF2
500 -
400 -
300 -
200 -
100 -
-
S o
= Buses
—-100 - ~——— 27431 SMAR-115
27441_ATEO-115
—200 - 27451_SBAR-115
27461_STOM-115
300 - —— 27471_PEDR-115
—— 27481 _TALN-115
400 - —— 27491_LUNI-115
—— 27501_SMAT-115
500 - —— 27511 HAVI-115
i I 1 I 1
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEJA-15SE_DOB

500 -
400 -
300 -
200 -
100 -
<
= 0-
= Buses
~100 - 27111_GUAJ-115
27301_SOYA-115
27341 SMIG-115
—200 - 27351_SANA-115
—— 27361 SANT-115
—300 - —— 27381 OPIC-115
—— 27391 _TECO-115
—400 - —— 27401_OZAT-115
—— 27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NEJA-15SE_DOB
500 -
400 -
300 -
200 -
100 -
|-
<T
= 0-
= Buses

~100 -—— 27431_SMAR-115

27441 ATEO-115
27451 5BAR-115
27461 _S5TOM-115
27471 PEDR-115
27481 TALN-115
27491 LUMI-115
27501 SMAT-115
27511 HAVI-115

0.7 0.8 0:9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEPO

400 -
300 -
200 -
100 - )
& .
> 0 .
= Buses
-100 - —— 27111_GUAJ-115
27301_SOYA-115
500 - 27341 SMIG-115
27351_SANA-115
—— 27361 _SANT-115
—300 - —— 27381 _OPIC-115
—— 27391 TECOD-115
=400 - —— 27401 _OZAT-115
—— 27421 NCUS-115
| 1 | | |
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NEPO
400 -
300 -
200 -
100 -
|
< o-
= Buses
-100 - ~——— 27431_SMAR-115
27441 ATEO-115
200 - 27451_SBAR-115
27461_STOM-115
—— 27471 PEDR-115
—300 - —— 27481 TALN-115
—— 27491_LUNI-115
—400 - —— 27501 SMAT-115

27511 _HAWI-115

0.7 0.8 O.|9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia OPIC-SONS

500 -
400 -
300 -
200 -
100 - .
<
g 0- -
= Buses
—100 - —— 27111 GUAJ-115
§ 27301_SOYA-115
—200 - = 27341 _SMIG-115
27351_SANA-115
—300 - —— 27361_SANT-115
— 27381 OPIC-115
—400 - —— 27391 TECO-115
—— 27401_OZAT-115
—500 - —— 27421 _NCUS-115
! ] ] ] ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia OPIC-SONS
500 -
400 -
300 -
200 -
100 -
-
S o-
= Buses
—100 — —— 27431 _SMAR-115
27441 _ATEO-115
—200 - 27451 SBAR-115
27461 _STOM-115
—300 - —— 27471 _PEDR-115
—— 27481 TALN-115
—400 - —— 27491 _LUNI-115
—— 27501_SMAT-115
—500 - —— 27511 _HAVWI-115

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SANT-NEJA

500 -
400 -
300 -
200 -
100 -
|
S o
= Buses
-100 - 27111 GUAJ-115
27301 SOYA-115
—200 - 27341 SMIG-115
27351_S5ANA-115
300 - —— 27361_SANT-115
— 27381 OPIC-115
= 27391_TECO-115
—400 —— 27401 OZAT-115
—— 27421 _NCUS-115
_500 g 1 ] 1 ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SANT-NEJA
500 -
400 -
300 -
200 -
100 -
| -
S o
= Buses
—100 " 27431 SMAR-115
27441 _ATEO-115
—200 - 27451 SBAR-115
27461 _STOM-115
—300 - —— 27471_PEDR-115
—— 27481 _TALN-115
—400 - —— 27491 LUNI-115
—— 27501 SMAT-115
—500 - —— 27511 _HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SANT-TALN
500 -

400 -
300 -
200 -

100 -

MVAr
(=]

Buses

—100 -

27111 GUAJ-115
27301_S0YA-115
—200 - 27341_SMIG-115
27351_SANA-115
27361_SANT-115

-300 - _
— 27381 OPIC-115
—— 27391 TECO-115
—400 - —— 27401 OZAT-115
—— 27421 _NCUS-115
—500 - , . i i
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia SANT-TALN
500 -
400 -
300 -
200 -
100 -
| .
S o
= Buses
e ~——— 27431_SMAR-115
27441_ATEO-115
—200 - 27451 SBAR-115
27461 STOM-115
—300 - —— 27471 PEDR-115
—— 27481 _TALN-115
—400 - —— 27491 LUNI-115
—— 27501_SMAT-115
—500 - —— 27511 HAVI-115
i | | | I
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SMAR-STOM

500 -
400 -
300 -
200 -
100 -
<
> 0-
= Buses
—100 - 27111_GUAJ-115
27301_SOYA-115
—300 - 27341 SMIG-115
27351 SANA-115
~300 - —— 27361 SANT-115
—— 27381 OPIC-115
—— 27391 TECO-115
—400 - —— 27401 _0ZAT-115
—— 27421 _NCUS-115
_500 _I ] ] ] 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SMAR-STOM
500 -
400 -
300 -
200 -
100 -
<
> 0-
= Buses
-100 - 27431 SMAR-115
27441 ATEO-115
-200 - 27451 SBAR-115
27461 STOM-115
—300 - —— 27471 _PEDR-115
—— 27481 TALN-115
—400 - —— 27491 _LUNI-115
—— 27501 SMAT-115
-500 - —— 27511_HAVI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SMAT-OPIC

500 -
400 -
300 -
200 -
100 -
<
> 0-
= Buses
—100 - —— 27111 GUAJ-115
27301 _SOYA-115
—200 - 27341 SMIG-115
27351 SANA-115
—300 - —— 27361_SANT-115
—— 27381_OPIC-115
—400 - —— 27391 TECO-115
—— 27401 OZAT-115
—500 - —— 27421 NCU5-115
i 1 I I 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SMAT-OPIC
500 -
400 -
300 -
200 -
100 -
|-
L o
= Buses
-100 "e————— ——— 27431 SMAR-115
27441 ATEO-115
—200 - 27451 SBAR-115
27461_STOM-115
—~300 - —— 27471_PEDR-115
—— 27481 TALN-115
—400 - —— 27491 LUNI-115
—— 27501_SMAT-115
—500 - —— 27511_HAVI-115
1 I 1 I 1
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SMIG-OZAT

500 -
400 -
300 -
200 -
100 - e
& =
> -
= Buses
—100 - —— 27111 _GUAJ-115
27301_SOYA-115
—200 - 27341 SMIG-115
27351_SANA-115
—300 - —— 27361_SANT-115
— 27381 OPIC-115
—400 - —— 27391 TECO-115
—— 27401 OZAT-115
—500 - —— 27421 NCUS-115
] | 1 | |
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SMIG-OZAT
500 -
400 -
300 -
200 -
100 -
| .
SR
= Buses

I
=
[
[=]

i

27431 5MAR-115
27441 ATEO-115
27451 5BAR-115
27461 _S5TOM-115
27471 _PEDR-115
27481 TALN-115
27491 _LUNI-115
27501_SMAT-115
27511 _HAVI-115

0.7 0.8 O.IEI 1.0 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SONS-ATEO

500 -
400 -
300 -
200 -
100 -
E
> 0
= Buses
—100 - —— 27111 GUAJ-115
27301 _SOYA-115
—200 - 27341 SMIG-115
27351 SANA-115
_300 - —— 27361 SANT-115
— 27381 OPIC-115
—400 - —— 27391 TECO-115
—— 27401 OZAT-115
500 - —— 27421 NCU5-115
i 1 I I 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SONS-ATEO
500 -
400 -
300 -
200 -
100 -
| -
S o-
= Buses
-100 - ——— —— 27431 SMAR-115
27441 _ATED-115
—200 - 27451 SBAR-115
27461 STOM-115
—300 - 27471 PEDR-115
27481 TALN-115
—400 - 27491 LUNI-115

27501 _SMAT-115
27511_HAVI-115

0.7 0.8 0:9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SOYA-NEJA
500 -

400 -
300 -
200 -

100 -

W

MVAr

Buses
27111_GUAJ-115
27301_SOYA-115
—200 - 27341 SMIG-115
27351 SANA-115

—100 -

—300 - —— 27361 SANT-115
— 27381 OPIC-115
—400 - —— 27391 TECO-115
—— 27401_0ZAT-115
—500 - — 27421 _NCUS-115
i I I I 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SOYA-NEJA
500 -
400 -
300 -
200 -
100 -
b
> 0-
= Buses

27431_5MAR-115
27441 ATEO-115
27451 _SBAR-115

—200 -

27461 _STOM-115
—— 27471 _PEDR-115
—300 - —— 27481 TALN-115
—— 27491_LUNI-115
—400 - —— 27501 SMAT-115
—— 27511 _HAVI-115

=500 T ] | ] ]

0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SRAF-CHIN

500 -
400 -
300 -
200 -
100 -
I
s 0
= — Buses
=100 - —— 27111 GUAJ-115
27301_SOYA-115
—200 - 27341 SMIG-115
27351 _SANA-115
300 - —— 27361 SANT-115
— 27381 OPIC-115
—400 - = 27391 _TECO-115
—— 27401 _0OZAT-115
—500 - —— 27421 NCUS-115
' Ll Ll I I
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia SRAF-CHIN
500 -
400 -
300 -
200 -
100 -
<
> 0-
= Buses
=100 -________:———_——""‘ ——— 27431 SMAR-115
27441 ATEO-115
—200 - 27451 SBAR-115
27461 STOM-115
—300 - —— 27471 PEDR-115
—— 27481 TALN-115
—400 - —— 27491 LUNI-115
—— 27501 _SMAT-115
—500 - —— 27511 HAVI115

0.7 0.8 O.IQ 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SRAF-SMAR
500 -

400 -
300 -
200 -

100 -

MV Ar

Buses
27111_GUAJ-115
27301_SOYA-115
—200 - 27341_SMIG-115
27351_SANA-115

—100 -

—300 - —— 27361_SANT-115
— 27381 _OPIC-115
—400 - —— 27391 _TECO-115
—— 27401 _OZAT-115
500 - —— 27421 _NCUS-115
i I I I I
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)

Contingencia SRAF-SMAR

500 -

MVAr

Buses
27431 SMAR-115
27441 ATEO-115
27451 SBAR-115
27461 _5TOM-115
—— 27471 _PEDR-115
— 27481 _TALN-115
— 27491 LUNI-115

27501 _5MAT-115
27511 _HAVI-115

0.7 0.8 dg 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia TECO-OZAT

500 -
400 -
300 -
200 -
100 -
[ — =
< 0- =
=
= . Buses
—100 —— 27111 GUAJ-115
27301_SOYA-115
—200 - 27341_SMIG-115
27351_SANA-115
—300 - —— 27361 _SANT-115
—— 27381 _OPIC-115
—400 - —— 27391 TECO-115
—— 27401 _0ZAT-115
—=500 - = 27421 NCUS-115
1 1 1 | |
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia TECO-OZAT
500 -
400 -
300 -
200 -
100 -
E
s 0
= Buses
—100 - —— 27431 _SMAR-115
27441 ATEO-115
—200 - 27451 SBAR-115
27461 STOM-115
—300 - —— 27471 _PEDR-115
—— 27481 TALN-115
—400 - —— 27491 LUNI-115
—— 27501_SMAT-115
—-500 - — 27511 _HAWI-115

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)
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£
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urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SNOV-CGRAF

300 -
200 -

100 - E

MV Ar

—100 - Buses
27111 _GUAJ-115
27301_SOYA-115

—200 - 27341 _SMIG-115

27351_SANA-115

27361 SANT-115

—300 - — 27381 OPIC-115
—— 27391_TECO-115
—— 27401_0ZAT-115
—400 —— 27421 _NCU5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 5SNOV-CGRAF
300 -
200 -
100 -
|- O i
<
>
= _100 - Buses
27431_SMAR-115
27441 ATEOQ-115
=200 - 27451 SBAR-115
27461_5TOM-115
_300 - —— 27471_PEDR-115
—— 27481 TALM-115
—— 27491 LUNI-115
—400 - —— 27501_SMAT-115
= 27511 HAVI-115
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 5NOV-SRAF

300 -
200 -
100 -
WA
. 0- 7
<
=
= _100 - Buses
27111_GUAJ-115
27301_SOYA-115
—200 - 27341 SMIG-115
27351_SANA-115
—— 27361_SANT-115
—300 - —— 27381 OPIC-115
—— 27391 _TECO-115
—— 27401_0OZAT-115
400 —— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SNOV-SRAF
300 -
200 -
100 -
- 0-
<
=
= _100 - Buses
27431_SMAR-115
27441_ATEO-115
—200 - 27451 SBAR-115
27461_STOM-115
_300 - —— 27471_PEDR-115
—— 27481 _TALN-115
—— 27491 _LUNI-115
—-400 - —— 27501_SMAT-115
—— 27511 _HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE_ AUTOTF1

300 -
200 -
100 -
-
- 0- 7
<
= P
= _100- Buses
27111 _GUAJ-115
27301 SOYA-115
—200 - 27341 _SMIG-115
27351 _SANA-115
—— 27361 SANT-115
—300 - —— 27381_OPIC-115
—— 27391_TECO-115
—— 27401_0ZAT-115
—400 - —— 27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 155E_AUTOTF1
300 -
200 -
100 -
[ 0-
<
=
= _100- Buses
27431 SMAR-115
27441 ATEO-115
—-200 - 27451 SBAR-115
27461 STOM-115
—— 27471 _PEDR-115
—300 - —— 27481 TALN-115
—— 27491 LUNI-115
—400 - —— 27501 SMAT-115
—— 27511 _HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-BERL

300 -
200 -
100 -
- 0- __'/’
<
= ;
= _100- Buses
27111 GUAJ-115
27301_SOYA-115
=200 - 27341 _SMIG-115
27351_SANA-115
—— 27361 SANT-115
—300 - —— 27381_0OPIC-115
—— 27391 TECO-115
— 27401 _0ZAT-115
—400 - —— 27421 _NCUS5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-BERL
300 -
200 -
100 -
| . O -
<
=
= _j00- Buses
27431 SMAR-115
27441 ATEO-115
—200 - 27451 SBAR-115
27461_STOM-115
—— 27471_PEDR-115
—300 - —— 27481 TALN-115
—— 27491 LUNI-115
—— 27501 SMAT-115
—400 - —— 27511 _HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMAR_DOB

300 -
200 -
100 -
. 0- -‘."/ '
< rd
=
Buses
—100 - 27111_GUAJ-115
27301_S0YA-115
500 - 27341_SMIG-115
27351_SANA-115
—— 27361_SANT-115
500 - —— 27381_OPIC-115
—— 27391 _TECO-115
= 27401 _OZAT-115
_400 - —— 27421 _NCU5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMAR_DOB
300 -
200 -
100 -
[ 0-
<
=
s Buses
—100 - 27431 SMAR-115
27441 ATEO-115
27451 SBAR-115
—200 - 27461_STOM-115
—— 27471_PEDR-115
—— 27481 TALN-115
—300 - —— 27491 LUNI-115
—— 27501_SMAT-115
400 - —— 27511_HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMAR

300 -
200 -
100 -
/
. 0- >
3 :
} s
= ~100 - Buses
—— 27111 _GUAJ-115
27301_SOYA-115
—200 - 27341 _SMIG-115
27351 _SANA-115
—— 27361 _SANT-115
—300 - — 27381_0PIC-115
—— 27391 TECO-115
—— 27401 _0ZAT-115
—400 - — 27421 _NCUS-115
| | | 1 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMAR
300 -
200 -
100 -
[ 0-
<
=
= Buses

27431_SMAR-115
27441 ATEO-115
27451 _SBAR-115
27461 _STOM-115
27471 _PEDR-115
27481_TALN-115
27491 LUNI-115

27501_SMAT-115
27511 _HAVI-115

0.7 0.8 O.IQ 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMIG

300 -
200 -
100 -
0_ - _I’ I
{ -
= .
= 100 - Buses
—— 27111 GUAJ-115
27301 SOYA-115
—200 - 27341 SMIG-115
27351 SANA-115
—— 27361 SANT-115
—300 - — 27381 OPIC-115
—— 27391 TECOD-115
—— 27401 OZAT-115
—400 - —— 27421 _NCUS-115
i | ] | ]
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia 155E-SMIG
300 -
200 -
100 -
| O N
=T
=
= -100 - Buses

27431_SMAR-115
27441_ATEO-115
—200 - 27451 _SBAR-115
27461_STOM-115
27471_PEDR-115

—300 - —
= 27481 TALN-115
—— 27491_LUNI-115
—400 - —— 27501_SMAT-115
= 27511 HAWI-115
i 1 I 1 I
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia ACAJ-ATEO

300 -
200 -
100 - g
./
5 O 7
=
= Buses
—100 - —— 27111 GUAJ-115
27301_SOYA-115
500 - 27341_SMIG-115
27351 SANA-115
—— 27361_SANT-115
—300 - —— 27381 _OPIC-115
—— 27391 TECO-115
—— 27401 _OZAT-115
—400 - —— 27421 NCUS-115
I I 1 1 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia ACAJ-ATEO
300 -
200 -
100 -
[ 0-
<
s
—100 - Buses
~——— 27431_SMAR-115
27441 _ATEO-115
—200 - 27451 SBAR-115
27461 _STOM-115
—— 27471 PEDR-115
—300 - —— 27481 TALN-115
—— 27491 LUNI-115
—— 27501 SMAT-115
—400 - —_ |

27511 HAWI-115

0.7 0.8 O.IEI 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia ACAJ-SONS

300 -
200 -
100 -
L 0" 7
=T
= y
= _100 - Buses
27111 GUAJ-115
27301_SOYA-115
—200 - 27341 _SMIG-115
27351 SANA-115
—— 27361_SANT-115
—300 - —— 27381_OPIC-115
— 27391 TECO-115
— 27401_OZAT-115
—400 - —— 27421_NCUS-115
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia ACAJ-SONS
300 -
200 -
100 -
- 0-
<
=
= _100 - Buses
27431_SMAR-115
27441_ATEO-115
—200 - 27451 _SBAR-115
27461 STOM-115
300 - —— 27471 PEDR-115
—— 27481 _TALN-115
—— 27491 _LUNI-115
—400 - —— 27501 SMAT.115

27511 HAWVI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA AUTOTF1

300 -
200 -
100 - y
/::
- 0- 4
<
= ;
= _100- Buses
27111 GUAJ-115
27301 SOVA-115
-200 - 27341 SMIG-115
27351 SANA-115
—— 27361 _SANT-115
—300 - — 27381 _OPIC-115
—— 27391 _TECD-115
—— 27401 OZAT-115
—400 - —— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA AUTOTF1
300 -
200 -
100 -
A O N
<
=
= _100 - Buses
27431 SMAR-115
27441 ATEO-115
=200 - 27451 SBAR-115
27461_STOM-115
300 - —— 27471 _PEDR-115
—— 27481 TALN-115
—— 27491 _LUNI-115
—400 - —— 27501 SMAT-115

27511 _HAVI-115
1 ]

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA-NEJA DOB

300 -
200 -
100 -
. 0- 4 /L
g 7
= . Buses
-100 - ’ 27111 GUAJ-115

27301 SOYA-115
27341_SMIG-115
200 - 27351_SANA-115
27361_SANT-115
27381_OPIC-115

27501_5MAT-115
27511_HAWVI-115

—300 - 27391 _TECO-115
27401 _OZAT-115
27421 NCUS5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA-NEJA_DOB
300 -
200 -
100 -
< O
>
= Buses
—100 - 27431 SMAR-115
27441 ATEO-115
27451 5BAR-115
—200 - 27461 STOM-115
= 27471 PEDR-115
— 27481_TALN-115
—300 - —— 27491_LUNI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA-SANA

300 -
200 -
100 -
. 0-
<
s
~100 - Buses
27111 GUAJ-115
27301 _SOYA-115
—200 - 27341 _SMIG-115
27351 SAMA-115
—— 27361 _SANT-115
—300 - —— 27381_OPIC-115
—— 27391_TECO-115
—— 27401 _0ZAT-115
—400 - — 27421 NCU5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA-SANA
300 -
200 -
100 -
. 0-
<
5
—100 - Buses
27431 _SMAR-115
27441 _ATED-115
—200 - 27451 SBAR-115
27461 _STOM-115
—— 27471 _PEDR-115
—300 - —— 27481 TALN-115
—— 27491 LUNI-115
_400 - —— 27501 _SMAT-115

27511 HAVI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia BERL-SMIG

300 -
200 -
100 -
£
- 0- 7/
<
= .
= 100 - Buses
27111 GUAJ-115
27301 SOYA-115
—200 - 27341 SMIG-115
27351 _SANA-115
—— 27361 _SANT-115
—300 - — 27381 OPIC-115
—— 27391 _TECO-115
—— 27401 _0ZAT-115
—400 - —— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia BERL-SMIG
300 -
200 -
100 -
[ 0-
<
=
= _100 - Buses
27431 SMAR-115
27441 ATED-115
—200 - 27451 SBAR-115
27461 STOM-115
—— 27471 _PEDR-115
—300 —— 27481 TALN-115
—— 27491 _LUNI-115
—400 - —— 27501 SMAT 115

27511 HAVI-115

0.7 0.8 0:9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CB

300 -
200 -
100 -
. 0- A
‘I <
= /
= _100 - Buses
—— 27111 GUAJ-115
27301_SOYA-115
—200 - 27341_SMIG-115
27351 SANA-115
—— 27361_SANT-115
—300 - —— 27381_OPIC-115
— 27391 TECO-115
~ —— 27401 _OZAT-115
400 —— 27421 _NCUS-115
i I I I I
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia CB
300 -
200 -
100 -
| O B
<T
=
= 100 - Buses
~—— 27431_SMAR-115
27441_ATED-115
—200 - 27451 SBAR-115
27461 _STOM-115
~300 - —— 27471_PEDR-115
—— 27481 TALN-115
—— 27491_LUNI-115
—400 - —— 27501_SMAT-115

27511 HAWVI-115

0.7 0.8 O.IEI 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CGRA-NEJA DOB

300 -
200 -
100 - =
/2
- 0- ;
3 y
= y
= —100 - Buses
27111_GUAJ-115
27301 SOYA-115
—200 - 27341_SMIG-115
27351_SANA-115
—— 27361 SANT-115
—300 - —— 27381 OPIC-115
—— 27391 TECO-115
—— 27401 _OZAT-115
—400 - —— 27421 NCUS-115
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia CGRA-NEJA_DOB
300 -
200 -
100 -
. 0-
<
=
= 100 - Buses
27431_SMAR-115
27441_ATEO-115
—200 - 27451 SBAR-115
27461 _STOM-115
300 - —— 27471 PEDR-115
—— 27481 TALN-115
—— 27491_LUNI-115
—400 - —— 27501_SMAT-115

27511 HAVI-115

0.7 0.8 0.9 1.0 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CGRA-NEJA

300 -
200 -
100 -
7
- 0- 7
e
=
= _100- Buses
27111_GUAJ-115
27301 SOYA-115
—200 - 27341 _SMIG-115
27351 SANA-115
—— 27361_SANT-115
—300 - — 27381 OPIC-115
—— 27391 _TECO-115
—— 27401_0ZAT-115
—400 - —— 27421 NCUS-115
i | | ] ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia CGRA-NEJA
300 -
200 -
100 -
- O N
=T
=
= 100 - Buses
27431 SMAR-115
27441 _ATEQ-115
—200 - 27451 SBAR-115
27461_STOM-115
—300 - — 27471 PEDR-115
—— 27481 TALN-115
—— 27491 LUNI-115
=400 - —— 27501 SMAT-115
—— 27511 _HAWI-115
| I | I |
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia LANG

300 -
200 -
100 -
- 0-
<
=
= ) Buses
=100 —— 27111 GUAJ-115
27301_SOYA-115
27341 SMIG-115
=200 - 27351_SANA-115
—— 27361 SANT-115
—— 27381 _OPIC-115
—300 - —— 27391_TECO-115
—— 27401 OZAT-115
—— 27421 NCUS-115
~400 - . ! . T
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia LANG
300 -
200 -
100 -
. 0-
<
=
= Buses

27431 _5MAR-115
27441 ATEO-115
27451 SBAR-115
27461 _5TOM-115
27471 PEDR-115
27481 _TALN-115
27491 LUNI-115

27501_SMAT-115
27511 HAVI-115

0.7 0.8 0:9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NCUS-ATEO

300 -
200 -
100 -
i
[ 0- 7
<
:E:
~100 - Buses
27111 _GUAJ-115
27301_SOYA-115
—200 - 27341_SMIG-115
27351_SANA-115
—— 27361 _SANT-115
—300 - —— 27381 OPIC-115
—— 27391 _TECO-115
—— 27401 OZAT-115
—400 - —— 27421 _NCUS-115
i I I I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NCUS-ATEO
300 -
200 -
100 -
- -
5 0
=
= Buses
—100 - 27431 SMAR-115
27441 ATEO-115
27451 SBAR-115
—200 - 27461 _STOM-115
—— 27471 _PEDR-115
—300 - —— 27481 TALN-115
—— 27491 _LUNI-115
—— 27501 _SMAT-115
—400 - —— 27511 _HAVI-115
] ! ] ! ]
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEJA_ AUTOTF2

300 -
200 -
100 -
A
- 0- ;
<T
=
= -100 - Buses
27111_GUAJ115
27301_SOYA-115
—500 - 27341_SMIG-115
27351 SANA-115
—— 27361 SANT-115
_300 - —— 27381 OPIC-115
—— 27391 TECO-115
—— 27401 _OZAT-115
_400 - —— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NEJA_AUTOTF2
300 -
200 -
100 -
[ 0-
<
=
= _ 100 - Buses
27431 SMAR-115
27441 ATEO-115
—-200 - 27451 SBAR-115
27461_STOM-115
—— 27471 _PEDR-115
—300 - —— 27481 TALN-115
—— 27491 _LUNI-115
—— 27501 _SMAT-115
—400 - —— 27511 HAWI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEJA-15SE_DOB

300 -

200 -

100 -

7
[ . O = ol
< _—
g 7
= _ Buses
—100 - 27111_GUAJ-115

27301_SOYA-115
27341_SMIG-115
—200 - 27351_SANA-115
27361_SANT-115
27381 _OPIC-115

—300 - —— 27391 TECO-115
—— 27401_OZAT-115
—— 27421 NCUS-115
_400 _I 1 1 1 = ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NEJA-15SE_DOB
300 -
200 -
100 -
|- -
3 0
=
= i Buses
—100 27431_SMAR-115
27441 ATEO-115
—200 - 27451 SBAR-115
27461_STOM-115
—— 27471_PEDR-115
—-300 - —— 27481 TALN-115
—— 27491 _LUNI-115
—— 27501 SMAT-115
—400 - —— 27511 HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEPO

300 -
200 -
100 -
!._/
- 0- — o
<
= .
= —100 - Buses
—— 27111 _GUAJ-115
27301 SOYA-115
—200 - 27341 _SMIG-115
27351_SANA-115
—— 27361_SANT-115
—300 - — 27381 OPIC-115
— 27391 _TECO-115
B —— 27401 OZAT-115
—400 —— 27421 NCUS-115
i ] | ] |
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NEPO
300 -
200 -
100 -
| . O -
<
= y
= -100 - - Buses

27431 SMAR-115
27441 _ATEC-115
—200 - 27451 _SBAR-115
27461 STOM-115
27471_PEDR-115

—300 -
—— 27481 TALN-115
—— 27491 _LUNI-115
=400 - —— 27501 _SMAT-115

27511 HAVI-115

0.7 0.8 dg 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia OPIC-SONS

300 -
200 -
100 -
. 0- . !-K'.
3 =
=
= _100- Buses
27111 _GUAJ-115
27301 _SOYA-115
=200 - 27341 SMIG-115
27351 SANA-115
—— 27361 SANT-115
—-300 - —— 27381 OPIC-115
—— 27391 _TECO-115
—— 27401 _0ZAT-115
—400 - —— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia OPIC-SONS
300 -
200 -
100 -
- 0-
<
=
= _100 - Buses
27431_SMAR-115
27441_ATED-115
—200 - 27451 SBAR-115
27461_STOM-115
—— 27471 PEDR-115
—300 - —— 27481 TALN-115
—— 27491_LUNI-115
—400 - —— 27501_SMAT-115
—— 27511 _HAVI-115
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SANT-NEJA

300 -
200 -
100 -
[ 0-
<
g
100 - Buses
27111 _GUAJ-115
27301 SOYA-115
500 - 27341_SMIG-115
27351_SANA-115
—— 27361 SANT-115
~300 - — 27381 OPIC-115
— 27391 _TECO-115
—— 27401 _OZAT-115
_400 - —— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SANT-NEJA
300 -
200 -
100 -
|- O N
<
=
= 100 - Buses
27431_SMAR-115
27441 _ATED-115
—200 - 27451 SBAR-115
27461 STOM-115
_300 - —— 27471_PEDR-115
—— 27481 TALN-115
—— 27491 _LUNI-115
—400 - —— 27501 SMAT-115
—— 27511 HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SANT-TALN

300 -
200 -
100 -
. -
<
S
Buses
—100- 27111 GUAJ-115
27301_SOYA-115
—200 - 27341_SMIG-115
27351_SANA-115
—— 27361 SANT-115
—300 - —— 27381_OPIC-115
—— 27391_TECO-115
—— 27401_DZAT-115
—400 - —— 27421 _NCUS-115
1 1 I 1 I
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia SANT-TALN
300 -
200 -
100 -
. 0-
<<
=
= _100- Buses
27431 SMAR-115
27441_ATEO-115
—200 - 27451 SBAR-115
27461_STOM-115
—— 27471_PEDR-115
—300- —— 27481 TALN-115
—— 27491 LUNI-115
_400 - —— 27501 _SMAT-115

27511 _HAVI-115

0.7 0.8 O.I‘B 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SMAR-STOM

300 -
200 -
100 -
. 0-
<
=
= —100 - Buses
27111_GUAJ-115
27301_SOYA-115
—200 - 27341_SMIG-115
27351_SANA-115
—— 27361 _SANT-115
—300 - —— 27381 OPIC-115
—— 27391 _TECO-115
—— 27401_OZAT-115
—400 - —— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SMAR-STOM
300 -
200 -
100 -
- O N
<L
=
= _100 - Buses
27431 SMAR-115
27441 _ATED-115
—200 - 27451 SBAR-115
27461_STOM-115
—— 27471 PEDR-115
—300 - —— 27481 TALN-115
—— 27491 _LUNI-115
_400 - —— 27501 SMAT-115

27511 HAVI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SMAT-OPIC

300 -
200 -
100 -
I 0-
<
s
~100 - Buses
27111_GUAJ-115
27301 SOYA-115
—200 - 27341 SMIG-115
27351 SANA-115
—— 27361 SANT-115
-300 - — 27381 _OPIC-115
—— 27391_TECO-115
—— 27401_OZAT-115
—400 - —— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SMAT-OPIC
300 -
200 -
100 -
— 0-
<
=
= —100 - Buses
27431 SMAR-115
27441 ATEO-115
—200 - 27451 SBAR-115
27461_STOM-115
—— 27471 _PEDR-115
—300 - —— 27481 TALN-115
—— 27491 _LUNI-115
400 - —— 27501 SMAT-L15

27511 _HAVI-115
1 ]

0.7 0.8 0.9 1.0 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SMIG-0ZAT

300 -
200 -
100 -
P
_ 0- 7
<
= 4
= _100- Buses
27111 GUAJ-115
27301 SOYA-115
-200 - 27341 SMIG-115
27351 SANA-115
—— 27361 _SANT-115
=300 - — 27381 OPIC-115
—— 27391_TECO-115
—— 27401_0ZAT-115
—400 - —— 27421 _NCUS-115
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia SMIG-OZAT
300 -
200 -
100 -
[ O -
<
=
= _100 - Buses
27431 SMAR-115
27441 _ATEO-115
—200 - 27451 SBAR-115
27461_STOM-115
—— 27471_PEDR-115
—300 —— 27481 TALN-115
—— 27491_LUNI-115
—400 - —— 27501 _SMAT-115

27511 _HAVI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SONS-ATEO

300 -
200 -

100 -

MVAr

Buses
27111_GUAJ-115

27301_S0YA-115
27341_SMIG-115
27351_SANA-115
27361 _SANT-115
27381 _OPIC-115

27391 _TECO-115
27401_0OZAT-115
27421 NCU5-115

—300 -

~400 -

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)

Contingencia SONS-ATEO

300 -
200 -

100 -

MVAr

Buses
27431 SMAR-115
27441 ATED-115
27451 SBAR-115
27461 STOM-115
27471 _PEDR-115
27481 _TALN-115
27491 LUNI-115

27501 SMAT-115
27511 HAVI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SOYA-NEJA

300 -
200 -
100 -
L 0- e
& -
=
= —100 - Buses

27111 GUAJ-115
27301_SOYA-115
—200 - 27341 _SMIG-115
27351_SANA-115
27361_SANT-115

—300- — 27381 OPIC-115
—— 27391 _TECO-115
—— 27401 0ZAT-115
—H00- —— 27421 _NCUS-115
| | ] | |
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia SOYA-NEJA
300 - /
200 -
100 -
- 0-
<
S
-100 - Buses
~——— 27431 SMAR-115
~—— 27441 ATEO-115
—200 - 27451 SBAR-115
27461 _STOM-115
27471 _PEDR-115
-300 - 27481 TALN-115

27491 LUNI-115
27501_SMAT-115
27511 HAVI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SRAF-CHIN

300 -
200 -
100 -
- 0-
<
S
—-100 - Buses
27111_GUAJ-115
27301_SOYA-115
—200 - 27341 _SMIG-115
27351_SANA-115
—— 27361 SANT-115
—300 - —— 27381 OPIC-115
—— 27391 TECO-115
—— 27401 _OZAT-115
—400 - —— 27421 NCUS-115
| ] ] ] ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SRAF-CHIN
300 -
200 -
100 -
[ 0-
<
S
—100 - Buses
27431_SMAR-115
27441_ATED-115
—200 - 27451 SBAR-115
27461 STOM-115
—— 27471 _PEDR-115
—300 - —— 27481 TALN-115
—— 27491_LUNI-115
—— 27501_SMAT-115
—400- —— 27511 _HAVI-115
I | ] ] ]
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SRAF-SMAR

300 -
200 -
100 -
. 0- ~
<
=
= _100- Buses
27111 _GUAJ-115
37301 SOYA 115
—-200 - 27341_SMIG-115
27351_SANA-115
—— 27361 _SANT-115
—-300 - — 27381 OPIC-115
—— 27391 TECO-115
—— 27401 _OZAT-115
—400 - —— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SRAF-SMAR
300 -
200 -
100 -
[ 0-
-:1:
S
~100 - Buses
27431 SMAR-115
27441 _ATEO-115
—200 - 27451 SBAR-115
27461 STOM-115
—— 27471 _PEDR-115
—300 - —— 27481 TALN-115
—— 27491 LUNI-115
—— 27501_SMAT-115
—400 - —— 27511 HAVI-115
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia TECO-OZAT

300 -
200 -
100 -
L= ]
[ 0- > ;
<
= .
= _100 - Buses
—— 27111_GUAJ-115
27301_SOYA-115
—200 - 27341 _SMIG-115
27351 SANA-115
—— 27361 _SANT-115
—300 - — 27381 OPIC-115
—— 27391 TECO-115
—— 27401 _OZAT-115
—400 - —— 27421 _NCUS5-115
| ] ] ] ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia TECO-OZAT
300 -
200 -
100 -
|- 0 -
<
=
= _100 - Buses
——— 27431 SMAR-115
27441_ATEO-115
—200 - 27451 _SBAR-115
27461_STOM-115
_300 - —— 27471 PEDR-115
—— 27481 TALN-115
—— 27491 LUNI-115
—400 - —— 27501 _SMAT-115

27511 _HAVI-115

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)
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urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 5SNOV-CGRA

600 -
500 -
400 -
300 -
200 -
5 Buses
> 100 - ~—— 27111 _GUAJ-115
= ~— 27301 _SOYA-115
0- 27341_SMIG-115
27351 SANA-115
~100 - 27361_SANT-115
—— 27371 NEJA-115
—— 27381 OPIC-115
—200 —— 27391 TECO-115
—— 27401 OZAT-115
—300 - —— 27411 SONS-115
—— 27421 _NCUS-115
—400 0 | | |
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 5NOV-CGRA
400 -
300 -
200 -
| . -
5 100 /
=
= Buses
0- 27441 ATEO-115
27451 SBAR-115
—100 - 27461_STOM-115
27471_PEDR-115
27481 _TALN-115
—200 - 27491_LUNI-115
27501_SMAT-115
27511_HAWI-115
—300 - 27531 _CHAL-115
I I ] I ]
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

MVAr

600 -

500 -

400 -

300 -

MWVAr
=)
(=]

—200 -

—300 -

—400 -
0.7

400 -

300 -

200 -

100 -

Contingencia SNOV-SRAF

Buses
27111_GUAJ-115

27301_50YA-115
27341 5MIG-115
27351 SANA-115
27361 _SANT-115
27371_NEJA-115

27381_OPIC-115

27391 TECO-115
27401_0ZAT-115
27411 S0ONS-115
27421 _NCUS-115

O.ISI 1.0 1.1
Voltaje(p.u.)

Contingencia SNOV-SRAF

=

Buses

27441 _ATEOQ-115
27451 SBAR-115
27461_S5TOM-115
27471 _PEDR-115
27481 _TALN-115
27491 _LUNI-115
27501_SMAT-115
27511_HAVI-115
27531 CHAL-115
' [

o.|9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

MVAr

MVAr

600 -

500 -

400 -

300 -

200 -

100 -

400 -

300 -

200 -

100 -

Contingencia 155E_AUTOTF1

Buses
27111 GUAJ-115

27301_SOYA-115
27341 SMIG-115
27351 SANA-115
27361 _SANT-115
27371_NEJA-115

27381_OPIC-115

27391 TECO-115
27401_0ZAT-115
27411 SONS-115
27421 NCUS-115

0:9 1.0 11
Voltaje(p.u.)

Contingencia 155E_AUTOTF1

/

Buses

27441 ATEO-115
27451_SBAR-115
27461_STOM-115
27471 _PEDR-115
27481 _TALN-115
27491 _LUNI-115

27501 _SMAT-115
27511_HAWI-115

27531_CHAL-115
| |

0:9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-BERL

500 -
400 -
300 -
200 - -
b Buses
= 100 - “~—— 27111 _GUAJ-115
= ~—— 27301 SOYA-115
0- 27341 SMIG-115
27351 SANA-115
27361 SANT-115
—100 —— 27371 _NEJA-115
—— 27381 OPIC-115
—200 - —— 27391 TECO-115
—— 27401_OZAT-115
—300 - —— 27411 SONS-115
—— 27421 _NCUS-115
1 [ I 1 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-BERL
400 -
300 -
200 -
- -
& 100 /
=
= Buses

27441 ATEOQ-115
27451 5BAR-115
27461 STOM-115
27471 PEDR-115
27481 TALN-115
27491 _LUNI-115
27501_SMAT-115
27511 HAVI-115
27531 CHAL-115

0.7 0.8 O.IEI 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMAR_DOB

500 -
400 -
300 -
200 -
<:LE Buses
> 100 - 27111 GUAJ-115
= 27301 _50YA-115
0- 27341 SMIG-115
27351_SANA-115
27361 SANT-115
—100 - —— 27371_NEJA-115
—— 27381 _OPIC-115
—200 - —— 27391 _TECO-115
— 27401 OZAT-115
) —— 27411 SON5-115
—300 —— 27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMAR_DOB
400 -
300 -
200 -
| - -
5 100 /
=
= Buses
0- 27441 ATEO-115
27451 SBAR-115
27461 STOM-115
—-100 - 27471 _PEDR-115
27481 TALN-115
27491 LUNI-115
—200 - 27501 SMAT-115
27511 HAVI-115
27531 CHAL-115
—300 ;

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMAR

600 -
500 -
400 -
300 -
200 -
= Buses
= 100 - ~— 27111 GUAJ115
= ~— 27301 _SOYA-115
o- 27341 _SMIG-115
27351 _SANA-115
100 - 27361_SANT-115
—— 27371 _NEJA-115
— 27381 _OPIC-115
—200 - — 27391 _TECO-115
—— 27401_0ZAT-115
—300 - —— 27411 _SONS-115
—— 27421 _NCU5-115
I | | ] ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMAR
400 -
300 -
200 -
| -
& 100 /
=
= Buses
0- 27441_ATEO-115
27451 _SBAR-115
27461 STOM-115
—100 - 27471 _PEDR-115
27481_TALN-115
~ 27491 _LUNI-115
—200 27501_SMAT-115
27511_HAVI-115
~300 - 27531 CHAL-115
i I | I |
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMIG

600 -
500 -
400 -
300 -
200 -
E Buses
> 100 - “—— 27111_GUAJ-115
= ~—— 27301 _SOYA-115
0- 27341 _SMIG-115
27351 _SANA-115
~100 - 27361_SANT-115
—— 27371_NEJA-115
200 - —— 27381_OPIC-115
—— 27391 TECO-115
—— 27401 OZAT-115
—300 - —— 27411 _SONS5-115
—— 27421 NCU5-115
—400 - T | | i
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMIG
400 -
300 -
200 -
100 -
{ /
=
= o- Buses
——— 27441 _ATEOQ-115
27451_SBAR-115
~100 - 27461_STOM-115
27471_PEDR-115
—— 27481 _TALN-115
—200 - —— 27491 _LUNI-115
—— 27501 _SMAT-115
—— 27511_HAVI-115
—300 - —— 27531 CHAL-115

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia ACAJ-ATEO

600 -
500 -
400 -
300 -
200 -
E Buses
= 100 - —— 27111 GUAJ-115 -~
= ~— 27301 SOYA-115
0- 27341_SMIG-115
27351_SANA-115
27361_SANT-115
—100- —— 27371 NEJA-115
—— 27381_OPIC-115
—200 - —— 27391 TECO-115
—— 27401_OZAT-115
—300 - — 27411 _SONS-115
—— 27421 _NCUS-115
I [ 1 I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia ACAJ-ATEO
400 -
300 -
200 -
| -
"I lDD - /
=
= Buses
0- 27441 ATED-115
27451 SBAR-115
27461_STOM-115
-100 - 27471_PEDR-115
27481_TALN-115
27491 _LUNI-115
—200- 27501 SMAT-115
27511 HAVI-115
27531_CHAL-115
—=300 - -
i I | | I
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA AUTOTF1

600 -
500 -
400 -
300 -
200 -
E Buses
= 100 - 27111_GUAJ-115
= 27301 _SOYA-115
0- 27341_SMIG-115
27351_SANA-115
100 - 27361_SANT-115
—— 27371_NEJA-115
— 27381_OPIC-115
—200 — 27391 TECO-115
—— 27401 OZAT-115
—300 - —— 27411_SONS-115
—— 27421 NCUS-115
—400 i T 1 1 |
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA AUTOTF1
400 -
300 -
200 -
|- -
5 100 /
=
= Buses
0- 27441 _ATEOD-115
27451_SBAR-115
~100 - 27461_STOM-115
27471_PEDR-115
27481 TALN-115
—200 - 27491 LUNI-115
27501_SMAT-115
27511_HAVI-115
—300 - 27531 _CHAL-115
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA-NEJA DOB

500 -

400 -

300 -

200 - g
E Buses -
= _ 27111_GUAJ-115
= 100 27301 SOYA-115

27341 SMIG-115
0- 27351 SANA-115
27361 _SANT-115
_ _ — 27371 _NEJA-115
100 —— 27381 OPIC-115
— 27381_TECO-115
—200 - —— 27401_OZAT-115
—— 27411_SON5-115
~300 - —— 27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA-NEJA DOB
400 -
300 -
200 -
-
=
= Buses
0- 27441_ATEQ-115
27451 SBAR-115
27461_STOM-115
~100 - 27471_PEDR-115
27481_TALN-115
27491 _LUNI-115
—200 - 27501_SMAT-115

27511 HAVI-115
27531 CHAL-115

0.7 0.8 0:9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA-SONS
600 -

300 -
400 -

300 -

Buses b
27111 GUAJ-115  ~
27301_S0OYA-115
27341 SMIG-115
27351 _SANA-115
27361_SANT-115
27371 _NEJA-115
27381_OPIC-115
27391 _TECO-115
27401_0ZAT-115
27411 _S0N5-115
27421 _NCU5-115

MVAr

0.7 0.8 0:9 1.0 1.1
Voltaje(p.u.)

Contingencia AHUA-SONS

400 -
300 -
200 -
S 100- /
=
= Buses
0- 27441 ATEO-115
27451 SBAR-115
27461 STOM-115
—100- 27471 _PEDR-115
27481 TALN-115
27491 _LUNI-115
—00 27501 SMAT-115
27511 HAVI-115
—300 - 27531_CHAL-115
1 1 I 1 I
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia ANTA

600 -
500 -
400 -
300 -
200 - .
< Buses il
= 100 - —— 27111 GUAJ-115
= ~— 27301 _SOYA-115
0- 27341 SMIG-115
27351 SANA-115
27361_SANT-115
—100 - —— 27371 _NEJA-115
—— 27381 OPIC-115
—200 - —— 27391 TECO-115
—— 27401 _OZAT-115
—300 - —— 27411 SONS-115
—— 27421 NCUS-115
] | ] ] ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia ANTA
400 -
300 -
200 -
5 100- /
=
= Buses
0- 27441_ATEO-115
27451 SBAR-115
27461_STOM-115
—100 - 27471 PEDR-115
27481 _TALN-115
27491 _LUNI-115
—200 - 27501 SMAT-115
27511_HAVI-115
—300 - 27531_CHAL-115
] ! ] ! ]
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia BERL-SMIG

600 -
500 -
400 -
300 -
200 -
b Buses
= 100 - ~— 27111 GUAJ-115
= ~— 27301 _SOYA-115
0- 27341_SMIG-115
27351_SANA-115
—~100 - 27361_SANT-115
—— 27371 _NEJA115
500 - —— 27381 OPIC-115
—— 27391_TECO-115
—— 27401_0ZAT-115
—300 - —— 27411 SON5-115
—— 27421 _NCU5-115
—400 N i | l l
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia BERL-SMIG
400 -
300 -
200 -
[ =
3 100 /
=
= Buses
0- ~——— 27441 ATEO-115
27451 SBAR-115
~100 - 27461_STOM-115
27471_PEDR-115
—— 27481 TALN-115
—200 - —— 27491 LUNI-115
—— 27501 _SMAT-115
—— 27511 HAVI-115
—300 - —— 27531 CHAL-115
I | | I I
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CB

600 -
500 -
400 -
300 -
200 -
& Buses
> 100- ~— 27111 GUAJ115
= ~— 27301 SOYA-115
0- 27341 SMIG-115
27351 SANA-115
—100 - 27361 SANT-115
—— 27371 NEJA-115
500 - —— 27381 OPIC-115
—— 27391 TECO-115
—— 27401 _OZAT-115
—300- —— 27411 SONS-115
—— 27421 NCUS-115
_400 _I ] I 1 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia CB
400 -
300 -
200 -
~ 100 -
= /
=
= 0 Buses
27441 ATEO-115
27451 SBAR-115
—~100 - 27461 STOM-115
27471 PEDR-115
27481 TALN-115
—200 - 27491 _LUNI-115
27501 _SMAT-115
27511 _HAVI-115
—300 -

27531_CHAL-115

0.7 0.8 O.IEI 1.0 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CGRA-NEJA _DOB

600 -
500 -
400 -
300 -
200 - .
I Buses il
> 100- 27111 GUAJ-115
= 27301 _SOYA-115
0- 27341 SMIG-115
27351_SANA 115
27361 SANT-115
—100- —— 27371 NEJA-115
—— 27381 OPIC115
—200 - —— 27391 TECO-115
—— 27401_OZAT-115
-300 - —— 27411 SONS-115
—— 27421_NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia CGRA-NEJA DOB
400 -
300 -
200 -
g 100 - /
=
= Buses
0- 27441 ATEO-115
27451 SBAR-115
27461 _STOM-115
—100- 27471 PEDR-115
—— 27481 TALN-115
500 - —— 27491 _LUNI-115
—— 27501 _SMAT-115
—— 27511 _HAVI-115
-300 - —— 27531_CHAL-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CGRA-NEJA

600 -
500 -
400 -
300 -
200 -
5 Buses
= 100 - ~— 27111_GUAJ-115
= ~—— 27301 SOYA-115
0- 27341_SMIG-115
27351 SANA-115
~100 - 27361_SANT-115
—— 27371_NEJA-115
— 27381_OPIC-115
—200- — 27391 TECO-115
—— 27401_OZAT-115
—300 - —— 27411 SONS-115
—— 27421 _NCUS-115
—400 5 0 | | |
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia CGRA-NEJA
400 -
300 -
200 -
- -
& 100 /
=
= Buses
0- 27441_ATEO-115
27451 SBAR-115
~100 - 27461 _STOM-115
27471 _PEDR-115
27481 TALN-115
—200 - 27491 LUNI-115
27501_SMAT-115
27511_HAVI-115
—-300 - 27531_CHAL-115

0.7 0.8 0.'9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CHAP

500 -
400 -
300 -

200 -

Buses
27111_GUAJ-115
27301_SOYA-115
27341_SMIG-115
27351 SANA-115
27361_SANT-115
27371_NEJA-115

27381 OPIC-115

27391 TECO-115
27401 _0ZAT-115
27411 S0ONS-115
27421 NCUS5-115

100 -

MVAr

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)

Contingencia CHAP

400 -
300 -
200 -

100 - — _—
Buses

27441 ATEOD-115
27451 5BAR-115
27461 _STOM-115
27471 PEDR-115
27481 TALN-115
27491 LUNI-115
27501 SMAT-115
27511 HAVI-115
27531 CHAL-115

MV Ar

0.7 0.8 da 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CHIN-TECO

500 -
400 -
300 -
200 -
E Buses
= 100 - —— 37111 _GUAJ-115
= —— 27301 _SOYA-115
0- 27341 _SMIG-115
27351 SANA-115
—100 - 27361_SANT-115
—— 27371_NEJA-115
500 - —— 27381_OPIC-115
—— 27391 _TECO-115
—— 27401 OZAT-115
—300 - —— 27411 SONS-115
—— 27421 _NCUS-115
—400 - , : : :
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia CHIN-TECO
400 -
300 -
200 -
w100 -
<
=
= o- Buses
—— 27441 ATED-115
27451 SBAR-115
100 - 27461 STOM-115
27471 PEDR-115
—— 27481 TALN-115
—200 - —— 27491 LUNI-115
—— 27501 SMAT-115
—— 27511 HAVI-115
—300 - —— 27531 _CHAL-115

0.7 0.8 da L0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia LANG

500 -
400 -
300 -
200 - -
5 Buses i
> 100 - ——= 27111.GUAF115 -
= —— 27301 SOYA-115
27341_SMIG-115
0- 27351 SANA-115
27361 _SANT-115
-100 - —— 27371_NEJA-115
—— 27381 _OFIC-115
500 - —— 27391 _TECO-115
—— 27401_OZAT-115
—— 27411 _SONS5-115
—300 - —— 27421 _NCUS-115
] [] ] ] !
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia LANG
400 -
300 -
200 -
< 100- /
=
= Buses

27441 ATEOQ-115
27451 5BAR-115
27461 STOM-115
27471 _PEDR-115
27481_TALN-115
27491 _LUNI-115
27501_SMAT-115
27511 HAVI-115
27531_CHAL-115
1 i

0.7 0.8 dg 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NCUS-ATEO

600 -
500 -
400 -
300 -
200 -
<:LE Buses
:Eb 100 - —— 27111_GUAJ-115 -
—— 27301 _SOYA-115
27341_SMIG-115
0- 27351_SANA-115
27361_SANT-115
-100 - —— 27371_NEJA-115
—— 27381 _OPIC-115
—200 - — 27391 _TECO-115
—— 27401_OZAT-115
B —— 27411 _SON5-115
—300 —— 27421 _NCUS-115
I [ I 1 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NCUS-ATEO
400 -
300 -
200 -
- -
£ 100 /
=
= Buses
0- 27441 ATEQ-115
27451 _SBAR-115
27461_STOM-115
—100 - 27471 _PEDR-115
27481 _TALN-115
27491_LUNI-115
—200 - 27501_SMAT-115
27511_HAVI-115
27531_CHAL-115
—300 - =
| ! ! ! !
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEJA_ AUTOTF2

500 -
400 -
300 -
200 -
E Buses
> 100 - 27111 GUAJ-115
= 27301 SOYA-115
o- 27341 _SMIG-115
27351 _SANA-115
27361_SANT-115
—100 - —— 27371 _NEJA-115
— 27381_OPIC-115
—200 - —— 27391 TECO-115
—— 27401_OZAT-115
_300 - —— 27411 SONS-115
—— 27421 NCU5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NEJA_AUTOTF2
400 -
300 -
200 -
& 100 - Jﬂﬁﬁﬂﬂﬁfw
=
= Buses
0- 27441 ATEO-115
27451 _SBAR-115
27461_STOM-115
—100 - 27471 PEDR-115
27481 _TALN-115
27491_LUNI-115
—200 - 27501 SMAT-115
27511_HAVI-115
~300 - 27531_CHAL-115

0.7 0.8 0.9 1.0 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEJA-155E_DOB

500 -
400 -
300 -
200 -
3 Buses
= 100 - 27111 GUAJ-115
= 27301_SOYA-115
27341 SMIG-115
0- 27351 _SANA-115
27361_SANT-115
—100 - —— 27371 _NEJA-115
—— 27381 OPIC-115
—200 - —— 27391 TECO-115
—— 27401 0ZAT-115
—— 27411 SONS-115
=300 - —— 27421 NCU5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NEJA-15SE _DOB
400 -
300 -
200 -
{Lt
100 - _’_‘___.--"
=
= Buses
0- 27441 _ATEO-115
27451 SBAR-115
27461 _STOM-115
-100 - 27471_PEDR-115
27481 TALN-115
27491 LUNI-115
—200 - 27501 _SMAT-115
27511 _HAVI-115
27531 CHAL-115
—300 - =

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEJA-SMAT

500 -
400 -
300 -
200 -
-
& Buses
= 100- 27111_GUAJ-115
= 27301_SOYA-115
0- 27341 SMIG-115
27351_SANA-115
~100 - 27361_SANT-115
27371_NEJA-115
27381_OPIC-115
—200 27391 TECO-115
27401_OZAT-115
—300 - 27411 _SON5-115
27421_NCU5-115
—400 T ] I | ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NEJA-SMAT
400 -
300 -
200 -
L 100 -
o
=
= 0- Buses
27441_ATEO-115
27451 SBAR-115
~100 - 27461 STOM-115
27471 _PEDR-115
—— 27481 _TALN-115
200 - —— 27491 LUNI-115
—— 27501_SMAT-115
—— 27511 _HAVI-115
—-300 - —— 27531_CHAL-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SANT-NEJA

500 -
400 -
300 -
200 -
—
I Buses i
= = 27111 GUAJ-115
= = 27301_50YA-115
27341 _S5MIG-115
27351 SANA-115
27361 SANT-115
= 27371_NEJA-115
— 27381 OPIC-115
= 27391 _TECO-115
—— 27401 DZAT-115
= 27411 _SON5-115
—— 27421 NCUS5-115
] ] ] ) ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SANT-NEJA
400 -
300 -
200 -
» 100 -
<
>
=3 B Buses
0 ~ 27441 _ATEO-115
27451 _SBAR-115
—100 - 27461 _STOM-115
27471 _PEDR-115
—— 27481 TALN-115
—200 - —— 27491 LUNI-115
— Z2T7501_SMAT-115
—— 27511 _HAVI-115
—300 - —— 27531_CHAL-115
I ] ] ] |
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SANT-TALN

600 -

500 -

400 -

300 -

200 -
5 Buses
< 100 - 27111 _GUA}-115
= ~—— 27301 SOYA-115

0- 27341 _SMIG-115
/ 27351 SANA-115
27361_SANT-115

-=100 -
—— 27371 _NEJA-115
—— 27381 _OPIC-115
—200- —— 27391 TECO-115
—— 27401_OZAT-115
—300 - —— 27411 SON5-115
—— 27421 _NCUS-115
| ] ! ] !
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SANT-TALN
400 -
300 -
200 -
|- -
=
= Buses
- —— 27441 ATEO-115
27451 SBAR-115
~100 - 27461 _STOM-115
27471 PEDR-115
—— 27481 _TALN-115
—200 - —— 27491_LUNI-115
—— 27501 SMAT-115
—— 27511 HAWI-115
=300 - —— 27531_CHAL-115
i I I | |
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SMAR-STOM

600 -
500 -
400 -
300 -
200 -
5 Buses
= 100 - ~—— 27111 GUAJ-115
= ~~ 27301 SOYA-115
0- 27341 _SMIG-115
27351 SANA-115
100 - 27361_SANT-115
—— 27371 NEJA-115
—500 - —— 27381 OPIC-115
—— 27391 TECO-115
—— 27401 _0ZAT-115
—300 - —— 27411 SONS-115
— 27421 _NCUS-115
—400 - ; ! ! i
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia SMAR-STOM
400 -
300 -
200 -
« 100 -
=T
=
= 0- Buses
—— 27441 ATEO-115
27451 SBAR-115
—=100 - 27461 STOM-115
27471 _PEDR-115
—— 27481 TALN-115
—200 - —— 27491_LUMNI-115
—— 27501 SMAT-115
—— 27511 HAVI-115
—300 - —— 27531 CHAL-115
i | | I I
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SMAT-OPIC

500 -
400 -
300 -
200 - =
_E Buses
= 100 - == 27111 GUAJ-115 ~
= <~ 27301_SOYA-115
0- — / 27341 _SMIG-115
. 27351 SANA-115
—~100 - o 27361 SANT-115
—— 27371 _NEJA-115
—— 27381 _OPIC-115
—200 - —— 27391 TECO-115
—— 27401 OZAT-115
—300 - —— 27411 SONS-115
—— 27421 NCUS-115
i [ | I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SMAT-OPIC
400 -
300 -
200 -
E 100 - /
>
= Buses

27441 ATEO-115
27451 _SBAR-115
27461_STOM-115
27471 _PEDR-115
27481 TALN-115
27491 LUNI-115

27501_SMAT-115
27511 _HAVI-115

27531_CHAL-115

0.7 0.8 0:9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

600 -

500 -

400 -

300 -

200 -

100 -

MVAr

Contingencia SMIG-0OZAT

Buses
27111 _GUAJ-115
27301_SOYA-115
27341 SMIG-115

O -
—100 -~ JrA‘
—200 -

—300 -

0.7 0.8

400 -

300 -

200 -

100 -

MVAr

0.8

27351 _SANA-115
27361 _SANT-115
27371_NEJA-115

27381_OPIC-115

27391_TECO-115
27401_0ZAT-115
27411_SON5-115
27421 _NCU5-115

1.1

019
Voltaje(p.u.)

1.0

Contingencia SMIG-OZAT

.,--""/f

Buses

27441 ATED-115
27451 _SBAR-115
27461 _STOM-115
27471 _PEDR-115
27481 TALN-115
27491 _LUMNI-115

27501 SMAT-115
27511 HAWVI-115

27531_CHAL-115

1.0 1.1

O.IB
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SONS-ATEO

600 -
500 -
400 -
300 -
200 -
& Buses
> 100 - ~— 27111_GUAJ-115
= —— 27301 SOYA-115
0- 27341 SMIG-115
27351 _SANA-115
27361 _SANT-115
—loo —— 27371 _NEJA-115
—— 27381_OPIC-115
—200 - —— 27391 _TECO-115
—— 27401_0ZAT-115
-300 - —— 27411 _SONS-115
—— 27421 _NCUS-115
I | | ] ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SONS-ATEO
400 -
300 -
200 -
% 100- /
=
= Buses
0- 27441 ATEO-115
27451 _SBAR-115
27461 _STOM-115
—100 - 27471 _PEDR-115
27481_TALN-115
500 - 27491_LUNI-115
27501_SMAT-115
27511_HAVI-115
—300 - 27531_CHAL-115
| ] ! ] !
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SOYA-NEJA

600 -
500 -
400 -
300 -
200 -
E Buses
> 100 - ~— 27111 GUAJ-115
= ~— 27301 _SOYA-115
0- 27341_SMIG-115
27351_SANA-115
—100 - 27361 SANT-115
— 27371 NEJA-115
—— 27381 OPIC-115
—200 - —— 27391 TECO-115
—— 27401 OZAT-115
—300 - —— 27411 SONS-115
—— 27421 NCUS-115
—400 T [ ! 1 !
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SOYA-NEJA
400 -
300 -
200 -
w100 -
<
=
= 0. Buses
——— 27441 ATEO-115
27451 SBAR-115
~100 - 27461 _STOM-115
27471 _PEDR-115
—— 27481 TALN-115
200 - —— 27491 _LUNI-115
—— 27501 SMAT-115
—— 27511 _HAVI-115
—300 - —— 27531_CHAL-115
I 1 1 1 1
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SRAF-CHIN

500 -
400 -
300 -
200 -
= Buses
< L
= 100 - ~— 27111_GUAJ-115 -
= ~— 27301 SOYA-115 ~
0- 27341 SMIG-115
27351_SANA-115
27361_SANT-115
—100- —— 27371 _NEJA-115
—— 27381 _OPIC-115
—200 - —— 27391 TECO-115
—— 27401_OZAT-115
—300 - —— 27411 SON5-115
—— 27421 NCUS-115
I I I I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SRAF-CHIN
400 -
300 -
200 -
| . =!
< 100 /
=
= Buses
0- 27441 ATED-115
27451 SBAR-115
27461 STOM-115
—100 - 27471 _PEDR-115
27481 TALN-115
27491 LUNI-115
—200 - 27501 SMAT-115
27511_HAVI-115
~300 - 27531 CHAL-115
) | ] ] |
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SRAF-SMAR

600 -
500 -
400 -
300 -
200 -
3 Buses
= 100 - = 27111 GUAJ-115 =
= ~— 27301 _SOYA-115
0- 27341_SMIG-115
27351_SANA-115
27361_SANT-115
—100 - —— 27371 _NEJA-115
—— 27381 OPIC-115
—200 - — 27391 TECO-115
—— 27401 OZAT-115
—300 - —— 27411 SONS-115
—— 27421 NCUS-115
] | ] ] !
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SRAF-SMAR
400 -
300 -
200 -
~ 100 -
{E /
=
= Buses
0- 27441 ATEO-115
27451 SBAR-115
27461_STOM-115
—100 - 27471_PEDR-115
27481 TALN-115
27491_LUNI-115
—200 - 27501_SMAT-115
27511_HAVI-115
~300 - 27531_CHAL-115

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia TALN_M1-M3

600 -
500 -
400 -
300 -
200 -
= Buses
= 100 - 27111 GUAJ-115
= 27301 SOYA-115
0- 27341 _SMIG-115
27351 SANA-115
27361 SANT-115
-100 - —— 27371 _NEJA-115
= 27381_OPIC-115
—-200 - — 27391 TECO-115
—— 27401_0ZAT-115
300 - —— 27411 SONS-115
— 27421 NCU5-115
] | ] ! ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia TALN_M1-M3
400 -
300 -
200 -
< 100 - =~ _—
=
= Buses
0- 27441 ATEO-115
27451 SBAR-115
27461_STOM-115
—100 - 27471 _PEDR-115
27481 TALN-115
27491 _LUNI-115
—200- 27501_SMAT-115
27511_HAVI-115
—300 - 27531 CHAL-115
| ] ! ] ]
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

500 -

400 -

300 -

200 -

MV Ar
S
o

MVAr

Contingencia TECO-OZAT

Buses
27111 GUAJ-115
27301 _SOYA-115
27341_SMIG-115
27351 SANA-115
27361 SANT-115
27371_NEJA-115

27381 _OPIC-115

27391 _TECO-115
27401_0ZAT-115
27411 _SONS-115
27421 _NCUS-115

0.7 0.8 0.|9 1.0 1.1
Voltaje(p.u.)

Contingencia TECO-OZAT

400 -
300 -

200 -

100 -

/

Buses

27441 ATEQ-115
27451 SBAR-115
27461 STOM-115
27471 PEDR-115
27481 _TALN-115
27491 LUNI-115

27501 SMAT-115
27511 HAVI-115

27531_CHAL-115

0.7 0.8 0:9 L0 1.1
Voltaje(p.u.)
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urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SNOV-CGRAF

400 -
300 -
200 -
100 -
. :
< ;
= 0- *
= Buses
# 27111_GUAJ-115
—100 - 27301 _SOYA-115
27341_SMIG-115
500 - 27351_SANA-115
—— 27361 _SANT-115
— 27381 OPIC-115
-300 - —— 27391 _TECO-115
—— 27401 OZAT-115
—— 27421 NCUS-115
_400 _I 1 1 1 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 5NOV-CGRAF
400 -
300 -
200 -
100 -
-
<
= o-
= Buses
27431 SMAR-115
-100 - 27441 ATEO-115
27451 SBAR-115
27461_STOM-115
—200 - —— 27471 _PEDR-115
—— 27481 TALN-115
-300 - —— 27491 _LUNI-115
—— 27501 _SMAT-115
—— 27511 _HAVI-115

_400 _I ] ] ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 5SNOV-SRAF

400 -
300 -
200 -
100 -
| - o
<
> 0-
= — Buses
= = 27111 GUAJ-115
-100 - 27301_SOYA-115
27341_SMIG-115
27351_SANA-115
—200 - —— 27361 SANT-115
— 27381 OPIC-115
~300 - —— 27391 TECO-115
—— 27401 OZAT-115
—— 27421 NCUS-115
_400 _I ! ] ] !
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 5SNOV-SRAF
400 -
300 -
200 -
100 -
-
<
=
= 0- Buses
~—— 27431_SMAR-115
-=100 - 27441 ATEO-115
27451_SBAR-115
27461_STOM-115
—200 - —— 27471 PEDR-115
—— 27481 _TALN-115
—300 - —— 27491 LUNI-115
—— 27501_SMAT-115
—— 27511_HAVI-115
—400 7 k

0.7 0.8 dg 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE_AUTOTF1

400 -
300 -
200 -

100 -

MVAr
o

Buses
27111 GUAJ-115
27301_SOYA-115
27341_SMIG-115
—200 - 27351_SANA-115
27361_SANT-115
27381_OPIC-115

-100 -

—300 - 27391 TECO-115
27401_OZAT-115
—400 - 27421 NCUS-115
] ! ] ! ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 155E_AUTOTF1
400 -
300 -
200 -
100 -
|
<T
> 5
= Buses
27431_SMAR-115
-100 - 27441_ATED-115
27451 SBAR-115
27461_STOM-115
—200- —— 27471 PEDR-115
—— 27481 _TALN-115
-300 - —— 27491 _LUNI-115
—— 27501_SMAT-115
—— 27511 HAVI-115
~400 - .

0.7 0.8 019 1.0 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-BERL
400 -

300 -
200 -

100 -

MVAr
o

Buses
27111_GUAJ-115
27301 SOYA-115
27341 SMIG-115
—200 - 27351 _SANA-115
27361 _SANT-115
27381_OPIC-115

—-100 -

—300 - 27391 TECO-115
27401_0ZAT-115
27421_NCUS-115

_400 _I ! ] ] - !

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-BERL

400 -

300 -

200 -

100 -
-
<
>  o0-
= Buses
~—— 27431 SMAR-115
—100 - 27441 _ATEO-115
27451 SBAR-115
200 - 27461 _STOM-115
—— 27471_PEDR-115
—— 27481 TALN-115
-300 - —— 27491_LUNI-115
—— 27501 _SMAT-115
—400 —— 27511 HAVI-115
i I | I |
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMAR_DOB

400 -
300 -
200 -
100 -
- -
<
2 0- _
= 7 Buses
27111_GUAJ-115
—100 - 27301_SOYA-115
27341_SMIG-115
27351 _SANA-115
—200 - —— 27361_SANT-115
— 27381 _OPIC-115
—— 27391 TECO-115
—300 - —— 27401 0ZAT-115
—— 27421 _NCU5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMAR_DOB
400 -
300 -
200 -
100 -
| .
<
:‘ -
= 0 Buses
27431_SMAR-115
~100 - 27441 ATEOD-115
27451 _SBAR-115
27461_STOM-115
200 - —— 27471 PEDR-115
—— 27481 _TALN-115
—— 27491 _LUNI-115
—-300 - —— 27501 SMAT-115

27511 HAVI-115

0.7 0.8 0.9 1.0 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMAR

400 -
300 -
200 -
100 -
-
< Z
> 0- =
= — 7 Buses
J —— 27111 GUAJ-115
—100 - 27301_SOYA-115
27341_SMIG-115
200 - 27351_SANA-115
—— 27361 SANT-115
—— 27381 _OPIC-115
—300 - —— 27391 _TECO-115
—— 27401 0ZAT-115
—— 27421 _NCU5-115
_400 _I I | I |
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMAR
400 -
300 -
200 -
100 -
| -
<
= 0-
= Buses
—— 27431 _SMAR-115
—=100 - 27441 ATEO-115
27451 SBAR-115
27461 STOM-115
—200 - —— 27471 PEDR-115
—— 27481 TALN-115
~300 - —— 27491 LUNI-115
—— 27501 SMAT-115
—— 27511 _HAVI-115
—400 ——— I l l i
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMIG

27501_SMAT-115
27511_HAVI-115

400 -
300 -
200 -
100 -
[ -
<
= 0-
= Buses
— —— 27111 GUAJ-115
-100 -————— 27301_S0YA-115
27341_SMIG-115
—200 - 27351 _SANA-115
—— 27361_SANT-115
—— 27381 _OPIC-115
—300 - — 27391 _TECO-115
—— 27401_OZAT-115
—— 27421 NCUS-115
—400 - -
1 ! ! ! !
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMIG
400 -
300 -
200 -
100 -
e
<
= 0-
= Buses
~—— 27431 _SMAR-115
—100 - 27441_ATEO-115
27451_SBAR-115
27461_STOM-115
—200 - —— 27471 _PEDR-115
—— 27481 _TALN-115
_300 - —— 27491 _LUNI-115

0.7 0.8 O.IQ 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia ACAJ-ATEO

400 -
300 -
200 -
100 -
- . -
<
> o- Z
= § Buses
—— 27111 GUAJ-115
—100 - 27301_SOYA-115
27341 SMIG-115
27351 SANA-115
—200 - —— 27361 _SANT-115
—— 27381 OPIC-115
~300 - —— 27391 TECO-115
—— 27401 _OZAT-115
—— 27421 NCUS-115
_400 l ] ! ! ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia ACAJ-ATEO
400 -
300 -
200 -
100 -
<t
=
= 0- Buses
~—— 27431 SMAR-115
_100 - 27441 ATEO-115
27451 SBAR-115
27461 STOM-115
—-200 - —— 27471 _PEDR-115
—— 27481 TALN-115
—— 27491 _LUNI-115
—300 —— 27501 _SMAT-115
—— 27511_HAVI-115
—400 ~ i i i

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia ACAJ-SONS

400 -
300 -
200 -
100 -
. -
{ F
> 0- A
= — z Buses
7 —— 27111 GUAJ-115
—100- 27301_SOYA-115
27341 SMIG-115
—200 - 27351_SANA-115
—— 27361_SANT-115
—— 27381_OPIC-115
=300 - —— 27391 _TECO-115
—— 27401_0OZAT-115
—400 - — 27421 NCUS5-115
] ! ] ! ]
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia ACAJ-SONS
400 -
300 -
200 -
100 -
-
Lt
= 0-
= Buses

27431 SMAR-115
27441 ATEO-115
27451 SBAR-115
27461 _STOM-115
27471 _PEDR-115
27481 _TALMN-115
27491 _LUNI-115
27501 _SMAT-115
27511 HAVI-115

0.7 0.8 o.lg 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA AUTOTF1

400 -
300 -
200 -

100 -

MVAr
(=]

Buses
27111_GUAJ-115
27301_SOYA-115
27341 _SMIG-115
—200 - 27351_SANA-115
27361_SANT-115
27381_OPIC-115

—100 -

—300 - —— 27391 TECO-115
— 27401 _0ZAT-115
—400 - — 27421 _NCU5-115
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia AHUA_AUTOTF1
400 -
300 -
200 -
100 -
<
= 0-
= Buses

27431 5MAR-115
27441 ATEOD-115
27451 5BAR-115
27461 _5TOM-115
27471 _PEDR-115
27481 TALN-115
27491 LUNI-115

27501 _SMAT-115
27511 _HAVI-115

—200 -

—300 -

-400 -

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA-NEJA_DOB

400 -
300 -
200 -
100 -
-
<T
=
= - Buses
27111_GUAJ-115
27301_SOYA-115
—100 - 27341 SMIG-115
27351 SANA-115
—— 27361 SANT-115
—200 - —— 27381 OPIC-115
—— 27391 TECO-115
~300 - —— 27401 _OZAT-115
—— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA-NEJA DOB
400 -
300 -
200 -
. 100 -
<t
=
= 0- Buses
27431 _SMAR-115
27441 ATEO-115
-100 - 27451 SBAR-115
27461 STOM-115
—— 27471 _PEDR-115
=200 - —— 27481 TALN-115
—— 27491 _LUNI-115
300 - — 27501 SMAT-L15

27511 _HAVI-115
] 1

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA-SANA

400 -
300 -
200 -

100 -

MVAr
[=]

Buses
27111 GUAJ-115

—100 - 27301_SOYA-115
27341 5MIG-115
27351_SANA-115
=200 - —— 27361 SANT-115
= 27381 _OPIC-115
~300 - —— 27391 TECO-115
—— 27401 _OZAT-115
—— 27421 NCUS-115
—400 ~ : | | :
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA-SANA
400 -
300 -
200 -
100 -
|
<T
=
= 0- Buses
27431 SMAR-115
—-100 - 27441 ATED-115
27451 SBAR-115
27461_STOM-115
=200 - —— 27471 PEDR-115
—— 27481 TALN-115
~300 - —— 27491_LUNI-115
—— 27501 _SMAT-115
—— 27511_HAVI-115
_400 ml 1 1 ] ]
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia BERL-SMIG

400 -
300 -
200 -
100 -
e
< -
= 0-
= e - Buses
= —— 27111 GUAJ-115
—100 - e 27301 SOYA-115
27341 SMIG-115
27351 SANA-115
—200 - —— 27361 _SANT-115
—— 27381 OPIC-115
300 - —— 27391 TECO-115
—— 27401_0ZAT-115
—— 27421 NCUS-115
_400 _I 1 ! ! 1
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia BERL-SMIG
400 -
300 -
200 -
100 -
e
=
=
= 0- Buses

27431_SMAR-115

_100 - 27441 ATEO-115
27451 SBAR-115
27461_STOM-115

—200 - —— 27471 PEDR-115

—— 27481_TALN-115

300 - —— 27491 LUNI-115

27501 _SMAT-115
27511_HAVI-115

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CB

400 -
300 -
200 -

100 -

MVAr
o

- Buses

27111 _GUAJ-115
27301 _SOYA-115
27341 SMIG-115
=200 - 27351 _SANA-115
27361 SANT-115

—100 -

27381 _OPIC-115

—300 - — 27391 _TECO-115
—— 27401_0OZAT-115
—400 - —— 27421 NCUS-115
] ! ] ] !
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia CB
400 -
300 -
200 -
100 -
-
<
> 0-
= Buses
~—— 27431 SMAR-115
—100 - 27441 ATEO-115
27451 SBAR-115
—200 - 27461 STOM-115
—— 27471 PEDR-115
—— 27481 TALN-115
—300 - —— 27491 LUNI-115
—— 27501_SMAT-115
—400 - —— 27511 HAVI-115
i 1 1 1 1
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CGRA-NEJA DOB

400 -
300 -
200 -
100 -
[
< =
> 7
= 0- — Buses
27111 _GUAJ-115
27301_SOYA-115
—100 - 27341 SMIG-115
27351 SANA-115
—200 - —— 27361 _SANT-115
— 27381 OPIC-115
— 27391 TECO-115
—-300 - —— 27401 _OZAT-115
—— 27421 NCUS-115
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia CGRA-NEJA DOB
400 -
300 -
200 -
=~ 100 -
<T %
=
= 0- Buses
27431 SMAR-115
27441 _ATEO-115
—100 - 27451 SBAR-115
27461 STOM-115
200 - —— 27471 _PEDR-115
—— 27481 TALN-115
—— 27491 LUNI-115
—-300 - —— 27501 SMAT-115
—— 27511 _HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CGRA-NEJA

400 -
300 -
200 -
100 -
| - -
<
2 0- ’
= Buses
z 27111 _GUAJ-115
—100 - 27301 _SOYA-115
27341 SMIG-115
B 27351 _SANA-115
—200 —— 27361_SANT-115
—— 27381 _OPIC-115
—300 - —— 27391 _TECO-115
—— 27401 _OZAT-115
—— 27421 NCUS-115
_400 _I I 1 I - 1
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia CGRA-NEJA
400 -
300 -
200 -
100 -
A
<
=
= 0- Buses

27431 _SMAR-115
27441 ATEQ-115
27451 SBAR-115
27461 STOM-115
27471 PEDR-115
27481 _TALN-115
27491 LUNI-115

27501 _SMAT-115
27511 HAVI-115

0.7 0.8 dg 1.0 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia LANG

400 -
300 -
200 -

100 -

MVAr
(=]

= Buses

27111_GUAJ-115
27301_SOYA-115
27341_SMIG-115
—200 - 27351 SANA-115
27361_SANT-115
27381_OPIC-115

—100 -

—300 - —— 27391 TECO-115
— 27401 OZAT-115
—400 - —— 27421 _NCUS-115
| 1 | 1 |
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia LANG
400 -
300 -
200 -
100 -
|
<
> 0-
= Buses

27431 _SMAR-115
27441 ATEC-115
27451 SBAR-113
27461 _STOM-115
27471 _PEDR-115%
27481 _TALN-115
27491 _LUNI-115
27501 _SMAT-115
27511 _HAVI-115

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NCUS-ATEO

400 -
300 -
200 -
100 -
e
<
= 0-
= Buses
27111 _GUAJ-115
-100 - 27301_SOYA-115
27341_SMIG-115
27351_SAMA-115
=200 - —— 27361 SANT-115
— 327381 _OPFIC-115
300 - —— 27391 TECO-115
—— 27401 _OZAT-115
—— 27421 _NCUS-115
—400 Ti ] ] ] i
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NCUS-ATEO
400 -
300 -
200 -
. 100 -
< /
=
= 0- Buses
27431_SMAR-115
27441 _ATEO-115
—-100 - 27451 _SBAR-115
27461_STOM-115
—— 27471 PEDR-115
—200 —— 27481 _TALN-115
—— 27491_LUNI-115
300 - —— 27501 SMAT-115
—— 27511 HAVI-115
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEJA_ AUTOTF2

400 -
300 -
200 -
100 -
[
<
= 0-
= Buses
> 27111 GUAJ-115
—100 - 27301_SOYA-115

27341_SMIG-115
27351_SANA-115
—200 - 27361 _SANT-115
27381_OPIC-115
27391 TECO-115

—300 - 27401_OZAT-115
27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NEJA_AUTOTF2
400 -
300 -
200 -
100 -
|
<
= 0-
= Buses
27431_SMAR-115
~100 - 27441 _ATED-115
27451 _SBAR-115
27461_STOM-115
—200 - —— 27471 PEDR-115
—— 27481 TALN-115
~300 - —— 27491_LUNI-115
—— 27501 SMAT-115
—— 27511_HAVI-115
_400 T 1 1 ] ]
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEJA-15SE _DOB

400 -
300 -
200 -
100 -
| .
<
=
= 0- ' Buses
27111_GUAJ-115
. 27301_SOYA-115
—100 27341_SMIG-115
27351_SANA-115
500 - —— 27361_SANT-115
— 27381_OPIC-115
— 27391_TECO-115
—-300 - —— 27401_OZAT-115
—— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NEJA-15SE_DOB
400 -
300 -
200 -
_ 100 -
<
=
= 0- Buses
27431_SMAR-115
27441_ATEO-115
—100 - 27451 _SBAR-115
27461_STOM-115
200 - —— 27471_PEDR-115
—— 27481 TALN-115
—— 27491_LUNI-115
~300 - — 5

27501_SMAT-115
27511 HAVI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia NEPO
400 -

300 -
200 -

100 -

MVAr
=]

— Buses

27111 GUAJ-115
27301 SOYA-115
27341_SMIG-115
—200 - 27351 SANA-115
27361 SANT-115
27381_OPIC-115

—-100 -

—300 - —— 27391_TECOD-115
—— 27401 _OZAT-115
—400 - —— 27421 _NCUS-115
i ] ] ] ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia NEPO
400 -
300 -
200 -
100 -
-
<
> 0-
= Buses

27431_SMAR-115

—100 - 27441 _ATEO-115
27451 _SBAR-115

—200 - 27461 STOM-115
—— 27471_PEDR-115

—— 27481 TALN-115

—300 - —— 27491 |UMNI-115
—— 27501 SMAT-115

_400 - —— 27511 HAVI-115

0.7 0.8 0:9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia OPIC-SONS

400 -
300 -
200 -
100 -
| .
<
> 0-
= Buses
27111_GUAJ-115
—100 - 27301_SOYA-115
27341_SMIG-115
—200 - ) 27351_SANA-115
—— 27361 _SANT-115
— 27381 OPIC-115
—300 - —— 27391 TECO-115
—— 27401 DZAT-115
400 - —— 27421 NCUS-115
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia OPIC-SONS
400 -
300 -
200 -
100 -
| -
<
> 0-
= Buses
27431 _SMAR-115
-100 - 27441 ATEOD-115
27451 SBAR-115
27461 STOM-115
—200 - 27471 _PEDR-115
27481 TALN-115
—300 - 27491 LUNI-115
27501 SMAT-115
27511 HAVI-115
—400 - -
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SANT-NEJA

400 -
300 -
200 -
100 -
|-
<
= 0-
= Buses
27111 _GUAJ-115
-100 - 27301 _SOYA-115
27341 _SMIG-115
27351 SANA-115
—200 - —— 27361 SANT-115
—— 27381 OPIC-115
~300 - —— 27391 TECO-115
—— 27401 OZAT-115
—— 27421 _NCU5-115
_4{:”3 T I | I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SANT-NEJA
400 -
300 -
200 -
100 -
<
> 0-
= Buses

27431 SMAR-115
27441_ATEO-115
27451 SBAR-115
27461_STOM-115
27471 _PEDR-115
27481 TALN-115
27491 LUNI-115

27501 _SMAT-115
27511_HAWVI-115

—200 -

—300 -

-400 -

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SANT-TALN

400 -
300 -
200 -
100 -
| .
=T
= o-
= Buses
27111_GUAJ-115
=100 - 27301_SOYA-115
27341_SMIG-115
27351_SANA-115
—200 - —— 27361 _SANT-115
— 27381 _OPIC-115
~300 - —— 27391 TECO-115
—— 27401_OZAT-115
—— 27421 _NCUS-115
] ] ] ] ]
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia SANT-TALN
400 -
300 -
200 -
100 -
| .
q
= 0-
= Buses

27431 5MAR-115
27441 ATEO-115
27451 _SBAR-115
27461_STOM-115
27471_PEDR-115
27481_TALN-115
27491 LUNI-115

27501 _SMAT-115
27511 HAWI-115

0.7 0.8 dg 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SMAR-STOM

400 -
300 -
200 -
100 -
| .
=T
} -
= 0 Buses
27111_GUAJ-115
100 - 27301_SOYA-115
27341 _SMIG-115
27351_SANA-115
—-200 - —— 27361 _SANT-115
—— 27381 _OPIC-115
—— 27391 TECO-115
—300 - —— 27401_0ZAT-115
—— 27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SMAR-STOM
400 -
300 -
200 -
100 -
|
{ /
= __.---"""'-'-_'-F
= 0- Buses
27431 SMAR-115
~-100 - 27441_ATEO-115
27451 _SBAR-115
27461 STOM-115
—-200 - —— 27471_PEDR-115
—— 27481 TALN-115
_300 - —— 27491 LUNI-115
—— 27501 _SMAT-115
—— 27511 HAVI-115
—400 T 1 | | 1
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SMAT-OPIC

400 -
300 -
200 -
100 -
<
= 0-
= Buses
27111_GUA)-115
—100 - 27301 SOYA-115
27341_SMIG-115
200 - 27351_SANA-115
—— 27361_SANT-115
—— 27381_OPIC-115
—300 - —— 27391 TECO-115
—— 27401_0ZAT-115
—— 27421_NCUS-115
_400 _I 1 ] 1 = ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SMAT-OPIC
400 -
300 -
200 -
100 -
-
<
> 0-
= Buses
27431 _SMAR-115
—100 - 27441 _ATEO-115
27451 SBAR-115
27461_STOM-115
—200 - —— 27471 _PEDR-115
—— 27481 TALN-115
—300 - —— 27491 _LUNI-115
—— 27501 _SMAT-115
—— 27511 HAWI-115
_400 _I ] 1 1 ]
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SMIG-OZAT

400 -
300 -
200 -
100 -
|
<
= 0-
= Buses
27111 _GUAJ-115
—100 - 27301 _SOYA-115
27341 SMIG-115
—200 - 27351 _SANA-115
—— 27361 SANT-115
— 27381 _OPIC-115
—300 - —— 27391 TECO-115
—— 27401 _OZAT-115
—400 - —— 27421 _NCUS-115
1 ] ! ! ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SMIG-OZAT
400 -
300 -
200 -
100 -
-
<
= 0-
= Buses
27431 SMAR-115
—-100 - 27441 ATEO-115
27451 SBAR-115
- 27461 STOM-115
—200 —— 27471 PEDR-115
—— 27481 TALN-115
—300 - —— 27491 _LUNI-115
—— 27501 _SMAT-115
—— 27511 HAVI-115

—400 -
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SONS-ATEO

400 -
300 -
200 -
100 -
- P
<
= 0- -
= i Buses
—— 27111 _GUAJ-115
—100 - 27301 SOYA-115
27341 SMIG-115
500 - 27351_SANA-115
—— 27361 SANT-115
—— 27381_OPIC-115
—300 - —— 27391 TECO-115
—— 27401_OZAT-115
—— 27421_NCUS-115
_400 _I | I | |
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SONS-ATEO
400 -
300 -
200 -
100 -
-
<
= 0-
= Buses
——— 27431 SMAR-115
—100 - 27441 _ATEC-115
27451_SBAR-115
27461_STOM-115
—200 - —— 27471 PEDR-115
—— 27481_TALN-115
—300 - —— 27491_LUNI-115
—— 27501 _SMAT-115
—— 27511_HAVI-115
—400 —

0.7 0.8 019 1.0 11
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SOYA-NEJA
400 -

300 -
200 -

100 -

MVAr
(=]

— Buses

27111 _GUAJ-115
27301 SOYA-115
27341 _SMIG-115
200 - 27351 SANA-115
27361 _SANT-115
27381 OPIC-115

—100 -

27501_SMAT-115
27511 _HAWI-115

—300 - 27391 _TECO-115
27401_OZAT-115
—400 - 27421_NCUS-115
| 1 1 1 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SOYA-NEJA
400 -
300 -
200 -
100 -
A
<
=
= 0- Buses
—— 27431_SMAR-115
=100 - 27441 ATED-115
27451_SBAR-115
27461_STOM-115
—200 - —— 27471 _PEDR-115
—— 37481 TALN-115
—— 27491 _LUNI-115
-300 - - T

0.7 0.8 0:9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SRAF-CHIN

400 -
300 -
200 -

100 -

MVAr
=]

Buses
27111 GUAJ-115
27301_S0YA-115
27341 SMIG-115

300 - 27351_SANA-115
—— 27361 _SANT-115
—— 27381_OPIC-115
=300 - — 27391_TECO-115
—— 27401_0ZAT-115
—— 27421 NCUS-115
—400 - -
| | | 1 1
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SRAF-CHIN
400 -
300 -
200 -
100 -
|
<
= 0-
= Buses
~—— 27431 SMAR-115
—100 - 27441 ATED-115
27451 SBAR-115
27461 STOM-115
—200- —— 27471 PEDR-115
—— 27481 _TALN-115
—300 - —— 27491 LUNI-115
—— 27501 SMAT-115
—— 27511 _HAVI-115
—400 ~— -
I

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SRAF-SMAR

400 -
300 -
200 -
100 -
[
=T
= 0- &~
= Buses
27111 _GUAJ-115
=100 - 27301 _SOYA-115
27341_SMIG-115
B 27351 SANA-115
—200 —— 27361_SANT-115
—— 27381 _OPIC-115
—300 - = 27391 TECO-115
—— 27401_OZAT-115
—— 27421 _NCU5-115
=400 ~ | | | i
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SRAF-SMAR
400 -
300 -
200 -
100 -
e
<
= 0-
= Buses
27431_SMAR-115
—100 - 27441 _ATEO-115
27451_SBAR-115
27461_STOM-115
—200 - —— 27471 PEDR-115
—— 27481 TALN-115
300 - —— 27491_LUNI-115
—— 27501 _SMAT-115
—— 27511 HAVI-115
i ] | ] |
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia TECO-OZAT

400 -
300 -
200 -
100 -
E _-"- _F.-'-’-P..‘—F--
> 0- —a
= Buses
—— 27111 GUAJ-115
—100 - 27301 SOYA-115
27341 SMIG-115
—200 - 27351 SANA-115
—— 27361 SANT-115
—— 27381 OPIC-115
—300 - —— 27391 TECO-115
—— 27401 OZAT-115
—400 - —— 27421 NCUS-115
i | I I I
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia TECO-OZAT
400 -
300 -
200 -
100 -
-
<
= 0-
= Buses
——— 27431_SMAR-115
—100 - 27441 ATEO-115
27451 SBAR-115
500 - 27461 _STOM-115
—— 27471 _PEDR-115
—— 27481 _TALN-115
—300 - —— 27491 LUNI-115
—— 27501_SMAT-115
—400 = —— 27511_HAVI-115

0.7 0.8 O.IEI 1.0 1.1
Voltaje(p.u.)
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urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia SNOV-CGRAF

300 -
200 -
100 -
- =
< .
>  0- S
= Buses
: 27111_GUAJ-115
-100 - 27301_SOYA-115
27341_SMIG-115
27351_SANA-115
—200 - —— 27361 SANT-115
—— 27381 _OPIC-115
—— 27391 TECO-115
—300 - —— 27401_OZAT-115
—— 27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 5NOV-CGRAF
400 -
300 -
200 -
100 -
<
= o-
= Buses

27431 _SMAR-115
27441 ATEOQ-115
27451_5BAR-115
27461_5TOM-115
27471 _PEDR-115
27481_TALN-115
27491 LUNI-115

27501 _SMAT-115
27511 _HAVI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 5SNOV-SRAF

300 -
200 -
100 -
E it
g o- -
= Buses
27111_GUAJ-115
-100 - 27301_SOYA-115
27341_SMIG-115
27351 SANA-115
—200 - —— 27361 _SANT-115
—— 27381_OPIC-115
—— 27391_TECO-115
—300 - —— 27401 OZAT-115
—— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia SNOV-SRAF
400 -
300 -
200 -
100 -
|-
<
= o-
= Buses

27431 SMAR-115
27441 ATEOD-115
27451 5BAR-115
27461 STOM-115
27471 PEDR-115
27481 TALN-115
27491 _LUNI-115

27501 S5MAT-115
27511 HAWVI-115

0.7 0.8 dg 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE_AUTOTF1

300 -
200 -
100 -
. p
< s
= 0- -/'/
= Buses
27111_GUAJ-115
—-100 - 27301 SOYA-115
27341_SMIG-115
27351 _SANA-115
—200 - —— 27361 SANT-115
— 27381_OPIC-115
—— 27391_TECO-115
—300 - —— 27401_0ZAT-115
—— 27421_NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE_AUTOTF1
400 -
300 -
200 -
100 -
|
=T
= 0-
= Buses
27431 SMAR-115
—-100 - 27441 ATEO-115
27451_SBAR-115
27461_STOM-115
—200 - —— 27471_PEDR-115
—— 27481 TALN-115
—— 27491 LUNI-115
—300 - —— 27501 SMAT-115
—— 27511 HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-BERL

300 -
200 -
100 -
3 .. _
- 0- P
= Buses
—— 27111 _GUAJ-115
—-100 - 27301_SOYA-115
27341 SMIG-115
27351 _SANA-115
—200 - —— 27361_SANT-115
—— 27381 OPIC-115
—— 27391 TECO-115
—300 - —— 27401 _OZAT-115
—— 27421 NCU5-115
i I I I I
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-BERL
400 -
300 -
200 -
100 -
|-
<
= 0-
= = Buses
~——— 27431_SMAR-115
—100 - 27441 ATEQ-115

27451 5BAR-115

27461_STOM-115
—200 - 27471 PEDR-115
27481 TALN-115
27491_LUNI-115
27501_SMAT-115
27511_HAVI-115

—300 -

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMAR_DOB

300 -
200 -
100 -
L p/
.=c _ -
S o- | __,r/
= Buses
7 27111_GUAJ-115
100 - 27301 SOYA-115
27341 SMIG-115
27351 SANA-115
200 - —— 27361 SANT-115
—— 27381 OPIC115
—— 27391 _TECO-115
300 - —— 27401 OZAT-115
—— 27421 _NCUS-115
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia 15SE-SMAR DOB
400 - -
300 -
200 -
100 -
-
<
= 0-
= Buses
27431 SMAR-115
27441 _ATED-115
—100 - 27451 SBAR-115
27461 _STOM-115
—— 27471 PEDR-115
—200 - —— 27481 TALN-115
—— 27491 LUNI-115
—— 27501 SMAT-115
—300 - —— 27511 _HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMAR

300 -
200 -
100 - g
= . =
S o- ,///
= Buses
27111 GUAJ-115
—-100 - 27301_SOYA-115
27341 SMIG-115
27351 _SANA-115
—200 - —— 27361 _SANT-115
— 27381 _0PIC-115
—— 27391 _TECO-115
—300 - —— 27401_0ZAT-115
— 27421_NCUS5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMAR
400 -
300 -
200 -
100 -
[
<
> -
= Buses

27431 SMAR-115
27441 ATEOQ-115
27451 SBAR-115
27461 STOM-115
—— 27471 _PEDR-115
= 27481 _TALN-115
— 27491 LUNI-115
—— 27501 _SMAT-115
—— 27511 HAVI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia 15SE-SMIG

300 -
200 -
100 -
- oy -
‘I /
= 0-
= Buses
—— 27111 GUAJ-115
—100 - 27301_SOYA-115
27341_SMIG-115
27351 _SANA-115
—200 - —— 27361 SANT-115
—— 27381 _OPIC-115
—— 27391 TECO-115
—300 - —— 27401 OZAT-115
—— 27421 _NCUS-115
i I | I |
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia 15SE-SMIG
400 -
300 -
200 -
100 -
-
<
> q-
= Buses
~—— 27431 _SMAR-115
—100 - 27441 ATEO-115
27451 SBAR-115
27461 _STOM-115
—200 - —— 27471 _PEDR-115
—— 27481 TALN-115
300 - — 27491 LUNI-115

27501 _SMAT-115
27511 _HAVI-115

0.7 0.8 0:9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia ACAJ-ATEO

300 -
200 -
100 - .
[ ~
< . =
> 0- ,ifff
= Buses
27111 _GUAJ-115
-100 - 27301 SOYA-115
27341_SMIG-115
27351 _SANA-115
—200 - —— 27361 SANT-115
—— 27381_0OPIC-115
—— 27391 TECO-115
—300 - —— 27401 0ZAT-115
— 27421 _NCU5-115
0.7 0.8 0.9 1.0 11
Voltaje(p.u.)
Contingencia ACAJ-ATEO
400 -
300 -
200 -
100 -
| -
<
= 0-
= Buses

27431 SMAR-115
27441 ATEO-115
27451 5BAR-115
27461 STOM-115
27471 PEDR-115
27481 TALN-115
27491 LUMI-115

27501 _SMAT-115
27511_HAVI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia ACAJ-SONS

27501_SMAT-115
27511_HAVI-115

300 -
200 -
100 -
[ s
5 |
> 0- p
= Buses
27111 GUAJ-115
—100 - 27301 SOYA-115
27341 SMIG-115
27351 SANA-115
—200 - —— 27361 _SANT-115
— 27381 OPIC-115
—— 27391 TECO-115
—300 - — 27401 OZAT-115
—— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia ACAJ-SONS
400 -
300 -
200 -
100 -
|-
<
= 0-
= Buses
27431 SMAR-115
-100 - 27441 _ATED-115
27451 SBAR-115
27461 STOM-115
—200 - —— 27471_PEDR-115
—— 27481 TALN-115
_300 - : 27491 LUNI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA AUTOTF1

27501_5MAT-115
27511_HAWVI-115

300 -
200 -
100 -
| - i
< :
> o- P A
= Buses
27111_GUAJ-115
—100 - 27301_SOYA-115
27341_SMIG-115
27351 SANA-115
—200 - —— 27361_SANT-115
—— 27381 OPIC-115
—— 27391_TECO-115
=300 - —— 27401 _OZAT-115
—— 27421 NCU5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA AUTOTF1
400 -
300 -
200 -
100 -
-
<
= 0-
= Buses
27431_SMAR-115
—-100 - 27441_ATEO-115
27451 SBAR-115
27461 STOM-115
—200 - —— 27471_PEDR-115
—— 27481 TALN-115
_300 - — 27491_LUNI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA-NEJA DOB

300 -
200 -
100 -
<
= 0- = Buses
; 27111_GUAJ-115
27301_SOYA-115
-100 - 27341 SMIG-115
27351 _SANA-115
—— 27361 SANT-115
—200 - — 27381 OPIC-115
— 27391 TECO-115
—— 27401 _0ZAT-115
300 - —— 27421 _NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA-NEJA DOB
400 -
300 -
200 -
100 -
-
{c /
=
= 0- Buses
27431 SMAR-115
27441 ATEO-115
—100 - 27451 SBAR-115
27461 STOM-115
—— 27471 PEDR-115
—200 - —— 27481 _TALN-115
= 27491 LUNI-115
— 27501 _SMAT-115
—300 - —— 27511 _HAVI-115

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia AHUA-SANA

300 -
200 -
100 - ’
|-
<
::' O - o
= Buses
= 27111 _GUAJ-115
100 - 27301_SOYA-115
27341 SMIG-115
27351 SANA-115
200 - —— 27361 SANT-115
—— 27381 _OPIC-115
—— 27391 TECO-115
~300 - —— 27401 _OZAT-115
—— 27421 NCUS-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia AHUA-SANA
400 -
300 -
200 -
100 -
|-
<
> 0-
= Buses
27431 _SMAR-115
_100 - 27441 ATEO-115
27451 SBAR-115
27461_STOM-115
200 - —— 27471 PEDR-115
—— 27481 TALN-115
—— 27491 LUNI-115
—300 - —— 27501 SMAT-115

27511 _HAVI-115
] 1

0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia BERL-SMIG

300 -
200 -
100 - g
| o
< -
= 0- .
= Buses
27111 _GUAJ-115
-100 - 27301_SOYA-115
27341 _SMIG-115
27351_SANA-115
—200 - —— 27361 SANT-115
—— 27381_0OPIC-115
—— 27391_TECO-115
—300 - — 27401 _OZAT-115
—— 27421 NCU5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia BERL-SMIG
400 -
300 -
200 -
100 -
[
<
= 0-
= Buses
27431 _SMAR-115
—100 - 27441 ATEOD-115
27451 SBAR-115
27461 _STOM-115
—200 - —— 27471 _PEDR-115
—— 27481 TALN-115
—— 27491 LUNI-115
—300 - —— 27501 _SMAT-115
—— 27511 HAVI-115
0.7 0.8 0.9 1.0 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CB

300 -
200 -
100 -
_
g 0. i
= = Buses
—— 27111_GUAJ-115
—-100 - 27301_SOYA-115
27341 SMIG-115
27351_SANA-115
—200 - —— 27361_SANT-115
— 27381_OPIC-115
—— 27391 _TECO-115
—300 - —— 27401 _OZAT-115
—— 27421 _NCU5-115
] ] ! ! ]
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia CB
400 -
300 -
200 -
100 -
|
<
= D- -
= - Buses
~—— 27431 SMAR-115
-100 - 27441_ATEO-115

27451 _SBAR-115

27461 _STOM-115
—200 - 27471_PEDR-115
27481 _TALN-115
27491 LUNI-115
27501_SMAT-115
27511 _HAVI-115

—300 -

0.7 0.8 019 1.0 1.1
Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CGRA-NEJA DOB

300 -
200 -
100 -
> 0- //
= = Buses
27111_GUAJ-115
_ 27301_SOYA-115
—100 27341_SMIG-115
27351_SANA-115
—— 27361_SANT-115
—200 — 27381 OPIC-115
— 27391 TECO-115
—— 27401_OZAT-115
—300 - —— 27421 NCUS-115
0.7 0.8 0.9 10 1.1
Voltaje(p.u.)
Contingencia CGRA-NEJA DOB
400 -
300 -
200 -
100 -
[ .
<
=
= 0- Buses
27431_SMAR-115
27441_ATEO-115
—100 - 27451_SBAR-115
27461_STOM-115
500 - —— 27471 _PEDR-115
—— 27481 TALN-115
—— 27491 LUNI-115
—300 - —— 27501_SMAT-115
—— 27511 HAVI-115
0.7 0.8 0.9 10 11

Voltaje(p.u.)



urtr

UNIDAD DE
TRANSACCIONES

Estudio de Evaluacion de Restricciones de Transmigidnzode 2020

Contingencia CGRA-NEJA

300 -
200 -
100 -
| . s
<
>  o0- S
= Buses
27111_GUAJ-115
-100 - 27301_SOYA-115
27341 _SMIG-115
27351 SANA-115
—200 - —— 27361 _SANT-115
—— 27381 OPIC-115
—— 27391_TECO-115
—300 - —— 27401 OZAT-115
— 27421_NCU5-115
0.7 0.8 0.9 1.0 1.1
Voltaje(p.u.)
Contingencia CGRA-NEJA
400 -
300 -
200 -
100 -
| .
<
= 0-
= Buses
27431 SMAR-115
—~100 - 27441_ATEO-115
27451 _SBAR-115
27461 _STOM-115
—200 - —— 27471 PEDR-115
—— 27481 TALN-115
—— 27491 _LUNI-115
—300 - —— 27501 _SMAT-115
—— 27511 HAVI-115
0.7 0.8 0.9 1.0 1.1

Voltaje(p.u.)
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